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INTRODUCTION, SUMMARY CONCLUSIONS AND RECOMMENDATIONS 
 
The release of over five million cubic yards of coal combustion residue from the Tennessee 
Valley Authority’s Kingston, Tennessee facility in December 2008, which flooded more than 
300 acres of land and damaged homes and property, is a wake-up call for diligence on coal 
combustion residue disposal units.  A first step toward this goal is to assess the stability and 
functionality of the ash impoundments and other units, then quickly take any needed corrective 
measures. 
 
This assessment of the stability and functionality of the Allen Fossil Plant coal combustion 
residue management units is based on a review of available documents and on the site 
assessment conducted by Dewberry personnel on September 19, 2011.  We found the supporting 
technical documentation to be generally adequate, although there is some deficiency 
(Section 1.1.3).  As detailed in Section 1.2.5, there are 5 minor recommendations based on field 
observations that may help to maintain a safe and trouble-free operation.  
 
In summary, the Allen Fossil Plant CCR management unit, East Ash Pond, is POOR for 
continued safe and reliable operation.  The rating is influenced by indicated substandard seismic 
stability performance and lack of acceptable seismic stability analyses, as well as lack of some 
other critical engineering data for the dikes that impound this CCR pond.  On July 31, 2012, 
TVA informed USEPA that seismic stability analyses for the Allen Plant would be submitted to 
USEPA by the middle of September 2012.  There are no other recognized existing or potential 
management unit safety deficiencies.  The inactive West Ash Pond was not rated. 

PURPOSE AND SCOPE 
 
The U.S. Environmental Protection Agency (EPA) is investigating the potential for catastrophic 
failure of Coal Combustion Surface Impoundments (i.e., management unit) from occurring at 
electric utilities in an effort to protect lives and property from the consequences of a dam failure 
or the improper release of impounded slurry.  The EPA initiative is intended to identify 
conditions that may adversely affect the structural stability and functionality of a management 
unit and its appurtenant structures (if present); to note the extent of deterioration (if present), 
status of maintenance and/or a need for immediate repair; to evaluate conformity with current 
design and construction practices; and to determine the hazard potential classification for units 
not currently classified by the management unit owner or by a state or federal agency.  The 
initiative will address management units that are classified as having a Less-than-Low, Low, 
Significant, or High Hazard Potential ranking (for Classification, see pp. 3-8 of the 2004 Federal 
Guidelines for Dam Safety). 
 
In early 2009, the EPA sent letters to coal-fired electric utilities seeking information on the safety 
of surface impoundments and similar facilities that receive liquid-borne material that store or 
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dispose of coal combustion residue.  This letter was issued under the authority of the 
Comprehensive Environmental Response, Compensation, and Liability Act (CERCLA) 
Section 104(e), to assist the Agency in assessing the structural stability and functionality of such 
management units, including which facilities should be visited to perform a safety assessment of 
the berms, dikes, and dams used in the construction of these impoundments. 
 
EPA requested that utility companies identify all management units including surface 
impoundments or similar diked or bermed management units or management units designated as 
landfills that receive liquid-borne material used for the storage or disposal of residuals or by-
products from the combustion of coal, including, but not limited to, fly ash, bottom ash, boiler 
slag, or flue gas emission control residuals.  Utility companies provided information on the size, 
design, age and the amount of material placed in the units (See Appendix C).   
 
The purpose of this report is to evaluate the condition and potential of residue release from 
management units and to determine the hazard potential classification.  This evaluation 
included a site visit.  Prior to conducting the site visit, a two-person team reviewed the 
information submitted to EPA, reviewed any relevant publicly available information from state 
or federal agencies regarding the unit hazard potential classification (if any) and accepted 
information provided via telephone communication with the management unit owner.  Also, after 
the field visit, additional information was received by Dewberry & Davis LLC about the East 
Ash Pond that was reviewed and used in preparation of this report. 
 
This report presents the opinion of the assessment team as to the potential of catastrophic failure 
and reports on the condition of the management unit(s).   
 
Note:  The terms “embankment”, “berm”, “dike” and “dam” are used interchangeably within 
this report, as are the terms “pond”, “basin”, and “impoundment”.  
 
 

LIMITATIONS 
The assessment of dam safety reported herein is based on field observations and review of 
readily available information provided by the owner/operator of the subject coal combustion 
residue management unit(s).  Qualified Dewberry engineering personnel performed the field 
observations and review and made the assessment in conformance with the required scope of 
work and in accordance with reasonable and acceptable engineering practices.  No other 
warranty, either written or implied, is made with regard to our assessment of dam safety. 
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1.0 CONCLUSIONS AND RECOMMENDATIONS 
 

1.1 CONCLUSIONS 

The following conclusions pertain principally to the East Ash Pond at the Allen 
Fossil Plant.  There also is an inactive West Ash Pond at the plant, which impounds 
no water.  The West Ash Pond has been viewed in the field but no technical 
documentation is available for the dike embankments that enclose this pond.  
Conclusions are based on visual observations from a one-day site visit on 
September 19, 2011, and review of technical documentation provided by the 
Tennessee Valley authority (TVA). 

1.1.1 Conclusions Regarding the Structural Soundness of the Management 
Unit(s) 

Based on a review of the engineering data provided by TVA’s technical 
staff and Dewberry engineers’ observations during the site visit, the East 
Ash Pond dike embankments, spillway and outlets appear to be 
structurally sound under static loading conditions.  Furnished seismic 
stability technical documentation shows that the dike embankments are 
substandard.  The embankments are shown to fail at TVA’s adopted 
design criterion, which is the nominal 500-year return period event (10 
percent probability of exceedance in 50 years), but to meet the safety 
criterion (FS = 1.0) for return period events as low as 250 years.  By way 
of comparison, this is a shorter return period than the historical New 
Madrid earthquakes (approximately 450 years return period)  and far 
below that (2,475 years return period) required by the USEPA.  TVA is 
conducting more rigorous analyses of seismic stability for the design 
earthquake required by USEPA.  The results of those analyses are not yet 
available.  Liquefaction potential and excessive deformation potential 
under seismic loading are unknown.  However, based on Dewberry’s 
review of the available boring information, the soils do not appear to be of 
the type that would be highly susceptible to liquefaction.  Thus, 
qualitatively, there may be low probability of failure of the dikes due to 
liquefaction under earthquake loading.  TVA has indicated that 
liquefaction potential will be addressed as part of a comprehensive 
risk/consequences-based evaluation of seismic failure risks being 
conducted in closure design. 

From visual assessment in the field the inactive West Ash Pond dike 
embankments and outlet structure appeared to be stable under the 
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prevailing normal static conditions in which it impounds no water.  Even 
though this pond is inactive, TVA should continue surveillance and 
maintenance of the dike embankments and ensure that the inactive pond 
does not impound water.   

1.1.2 Conclusions Regarding the Hydrologic/Hydraulic Safety of the 
Management Unit(s) 

Furnished documentation shows that the East Ash Pond under current 
conditions should be able to pass the full 6-hour PMP event without 
overtopping the perimeter dike.  Therefore, on the basis of furnished 
hydrologic/hydraulic documentation, the East Ash Pond has satisfactory 
hydrologic/hydraulic safety. 

Simple calculations show that the empty inactive West Ash Pond could 
safely contain 100 percent of the rainfall of the 6-hour PMP over its 
catchment area.  Therefore, in its current condition the inactive West Ash 
Pond appears to have satisfactory hydrologic safety.   

1.1.3 Conclusions Regarding the Adequacy of Supporting Technical 
Documentation 

The supporting technical documentation for the East Ash Pond is 
generally adequate, except for documentation relating to performance of 
the dike embankments under seismic loading.  Engineering documentation 
reviewed is referenced in this report and selected parts of the 
documentation are included in Appendix A.  The documentation provided 
for seismic slope stability analysis is inadequate, and there is some 
inadequacy in other technical documentation due to the current lack of 
analyses or assessments of the effects of the very soft foundation soils, as 
well as lack of assessment of liquefaction potential.  As previously noted, 
TVA will address liquefaction potential as part of a comprehensive 
risk/consequences-based evaluation of seismic failure risks being 
conducted in closure design.  The potential effects of the very soft 
foundation soils should also be included in that evaluation.  In addition, 
the reasoning for the horizontal seismic coefficient (kh) used in the 
pseudo-static slope stability analysis should be clarified, if the pseudo-
static method is used in further analyses.  As previously noted, TVA is 
conducting more rigorous analyses of seismic stability for the design 
earthquake required by USEPA.  TVA has informed USEPA that seismic 
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stability analyses for the Allen Plant would be submitted to USEPA by the 
middle of September 2012.   

For the inactive West Ash Pond there currently appears to be no need for 
technical documentation as long as this pond remains inactive and does 
not impound a significant amount of water.  However, if this pond should 
be brought back into service, stability and seepage analyses and 
hydrologic/hydraulic analysis should be performed to evaluate and 
document its safety for in-service scenarios. 

1.1.4 Conclusions Regarding the Description of the Management Unit(s) 

The description of the management units provided by TVA is an accurate 
representation of what Dewberry observed in the field. 

1.1.5 Conclusions Regarding the Field Observations 

Dewberry staff was provided access to all areas in the vicinity of the 
management units required to conduct a thorough field observation.  The 
visible parts of the dike embankments, spillway, and outlet structures were 
observed to have no signs of overstress, significant settlement, shear 
failure, or other signs of instability.  The dike embankments visually 
appeared structurally sound.  There are no apparent indications of unsafe 
conditions or conditions needing emergency remedial action.  Some minor 
maintenance is needed (see Subsection 1.2.5) 

1.1.6 Conclusions Regarding the Adequacy of Maintenance and Methods of 
Operation 

The current maintenance and methods of operation appear to be adequate 
for the CCR management units.  There was no evidence of significant 
undocumented embankment repairs or prior releases observed during the 
field inspection.  

1.1.7 Conclusions Regarding the Adequacy of the Surveillance and Monitoring 
Program 

The surveillance program is adequate.  The piezometer monitoring 
program is adequate.  In the absence of problem or suspect conditions, 
there is no need for additional performance monitoring instrumentation at 
this time. 
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1.1.8 Classification Regarding Suitability for Continued Safe and Reliable 
Operation 

The East Ash Pond is POOR for continued safe and reliable 
operation.  No existing or potential management unit safety 
deficiencies are recognized in the field assessment and review of 
furnished operations, maintenance, surveillance, and monitoring 
information.  Acceptable performance is expected under applicable 
static loading conditions and hydrologic conditions in accordance with 
the applicable criteria.  The rating is influenced by indicated 
substandard seismic stability performance, inadequate seismic slope 
stability analyses, and lack of some critical engineering data for the 
dikes that impound this CCR pond.  Implementation of 
recommendations as presented below would help improve the rating. 

The inactive West Ash Pond is not rated at this time. 

1.2 RECOMMENDATIONS 

1.2.1 Recommendations Regarding the Structural Stability 

Recommendations for physical or operational modifications to enhance 
structural stability are deferred until the results of additional seismic 
stability analyses and other documentation relating to performance of the 
dike embankments under seismic loading have been provided for review, 
along with any needed plan for remediation that may be proposed by 
TVA.  See Subsection 1.2.3 for recommendations regarding supporting 
technical documentation. 

1.2.2 Recommendations Regarding the Hydrologic/Hydraulic Safety 

No recommendations for physical or operational modifications to enhance 
hydrologic/hydraulic capacity appear warranted at this time.  See 
Subsection 1.2.3 for recommendations regarding potential supporting 
technical documentation for the West Ash Pond. 

1.2.3 Recommendations Regarding the Supporting Technical Documentation 

For the East Ash Pond:  
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1) Perform appropriate seismic stability analyses that use the USEPA 
design earthquake criterion for Significant hazard impoundments (i.e., 
earthquake with 2,475-year return period).  Provide the basis and 
reasoning for the “design” seismic coefficient used in further pseudo-
static slope stability analysis or perform a higher level of analysis that 
uses more sophisticated methods.   

2) Review/evaluate liquefaction potential and, if necessary, perform a 
quantitative liquefaction analysis.  

3) If it is determined that liquefaction is not likely, review/investigate the 
very soft to soft soils in the alluvial foundation beneath the dike 
embankments, evaluate deformation potential during the design 
earthquake, and assess the impact of any such deformation on the 
stability of the embankment.  

If future plans call for re-activating the West Ash Pond, perform all 
required engineering analyses and develop all necessary technical 
documentation to demonstrate its ability for continued safe and reliable 
operation before it is brought back into service. 

1.2.4 Recommendations Regarding the Description of the Management Unit(s) 

No recommendations appear warranted at this time. 

1.2.5 Recommendations Regarding the Field Observations 

Based on the field observations, some recommendations are provided as 
follows:  

1) Repair gully erosion on the divider dike; 

2) Add crushed stone surfacing material in worn shallow depression on 
the dike crest south side where haul trucks turn into the dredge cell; 

3) Avoid mowing the slopes when the ground is still wet from rainfall to 
minimize mower ruts on the slopes; 

4) Observe over time the wet area at the toe of the north side exterior 
slope to verify that the puddle is not due to seepage.  If the water 
source is found to be seepage, then repair the slope with an inverted 
filter.  If the water is not from seepage, then re-grade or fill the slight 
depression with crushed stone surfacing material.  
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5) Paint corroded metal parts and hardware at the spillway in the divider 
dike and on the gates and gate-operators at the discharge end of the 
primary outlet conduits. 

1.2.6 Recommendations Regarding Continued Safe and Reliable Operation 

No additional recommendations appear warranted at this time. 
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2.0 DESCRIPTION OF THE COAL COMBUSTION RESIDUE MANAGEMENT 
UNIT(S) 

 
2.1 LOCATION AND GENERAL DESCRIPTION 

The Allen Fossil Plant (Allen) is physically located on the south bank of Lake 
McKellar in the southwest part of Memphis, Tennessee, and lies approximately 3 
miles west southwest of interstate highway I-55 at its closest point.  The Allen Plant 
draws cooling water from Lake McKellar.  The lake is the principal receiving body 
for discharge from the Stilling Pond cell of the active East Ash Pond.  See 
Appendix A Doc 01 for the location of the Allen Fossil Plant site on an aerial map. 

The Allen Fossil Plant has one active CCR management unit, the East Ash Pond.  
The pond is designed and permitted to contain fly ash, bottom ash/boiler slag, storm 
water, and plant process water.  As its name implies, the East Ash Pond lies on the 
east side of the plant generating facilities; the coal pile lies between them.  The East 
Ash Pond has three areas, including a dredge cell in the western part, an ash pond in 
the central part, and a stilling pond in the eastern part that is a separate cell formed 
by an interior dike constructed of ash on the west side of the stilling pond.  The 
sluice lines from the plant discharge into the northwest portion of the dredge cell 
area and water is channeled to the ash pond area.  All drainage from the dredge 
cell/ash pond areas is to the stilling pond through a concrete discharge structure in 
the interior divider dike near the south end of the dike.  Discharge from the stilling 
pond is to Lake McKellar through two discharge pipes through the north perimeter 
dike near the northeast corner; there are two additional discharge pipes through the 
east perimeter near the northeast corner that can be used for emergency discharge to 
a cutoff channel to Horn Lake to the south.  The normal water level in the stilling 
pond is currently maintained 4 feet lower than the water level in the ash pond.  See 
Appendix A Doc 02 for an aerial view of the East Ash Pond, dike locations, and 
other features. 

On the west side of the generating facilities there is an inactive ash pond called the 
West Ash Pond; this pond has been inactive since 1992.  It was the original ash 
pond for the plant, which was used until 1978 when sluicing of ash into the pond 
was discontinued.  However, in May 1991 ash sluicing was reactivated after 
excavating and hauling 173,000 cubic yards of ash from the pond to use for fill in a 
US Army Corps of Engineers (COE) levee.  Ash sluicing was again discontinued in 
October 1992.  Water was pumped out, and the pond has remained inactive since 
that time.  In the field the West Ash Pond appeared to still have substantial unused 
storage volume remaining.  It was also observed to contain no impounded water, 
even though there currently is no way for storm water to flow out of the pond area.  
The top of the precast concrete pipe riser outlet located at the west end of the pond 
appeared to be at least 16 feet above the current dry pond bottom.  See Appendix A 
Doc 03 for an aerial view of the West Ash Pond, dike locations, and other features. 
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Table 2.1 shows a summary of the size and dimensions of the ash pond perimeter 
dikes.   

Table 2.1: Summary of Perimeter Dike Dimensions and Size 
  East Ash Pond West Ash Pond 
Maximum Dike Height (ft) 25 N. Side 28 N. Side 
Minimum Crest Width (ft) 20 E. Side 18 N. Side 
Approximate Length (ft) 8,6001 3,550 

Steepest Side Slope (inside) H:V 3:1 E. Side 
3:1 N., E., W. 

Sides 
Steepest Side Slope (outside) H:V 3:1 E., S. Sides 2.5:1 N. Side 

     1Around all cells including E. Stilling Pond; excludes divider dike, which is 1,450.’  
 

Since the West Ash Pond no longer impounds water or a substantial volume of ash 
and is inactive, this report principally covers the active East Ash Pond. 
 

2.2 COAL COMBUSTION RESIDUE HANDLING 

2.2.1 Fly Ash 

Fly ash is collected and sluiced to the East Ash Pond via a closed system 
process.  Fly ash collected in a precipitator hopper is removed with a 
hydroveyor to an air separator tank, where ash slurry is created.  A jet 
pump is used to convey the slurry through a sluice line (pipe) to the ash 
pond.  There is one fly-ash sluice line for each of the three boilers at 
Allen.  Settled fly ash in the Dredge Cell of the ash pond is excavated into 
piles to drain and dry out.  During the dry season, the dried fly ash is 
loaded onto trucks and hauled to a nearby site where it is used as structural 
fill.  Some residual fly ash not captured by excavation in the Dredge Cell 
eventually settles in the central part of the ash pond.  See Image 2.1 for the 
general fly ash collection flow path. 

Image 2.1:  Fly Ash Collection System Flow Path 
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2.2.2 Bottom Ash 

In the Cyclone Boilers used at Allen, boiler slag is the predominant 
combustion residual that accumulates in the boilers along with some 
bottom ash.  The CCR becomes molten and flows through an orifice in the 
bottom of the furnace and into the slag tank, which contains quench water.  
The molten ash fractures into granular pellets upon contact with the 
quench water.  Although TVA did not specifically list process equipment 
such as water jets and clinker grinders, it is presumed that such equipment 
is used to facilitate removal of slag from the tank and grind it into suitable 
size for efficient sluicing.  The boiler slag/bottom ash is formed into a 
slurry and sluiced, presumably with a jet pump, through a pipe to the ash 
pond.  There is one boiler slag/bottom-ash sluice line for each of the three 
boilers at Allen.  The boiler slag/bottom ash handling system is a closed 
system process.  Settled boiler slag/bottom ash in the Dredge Cell of the 
ash pond is excavated into piles to drain and dry out.  The dried material is 
sold for beneficial reuse, accounting for approximately 90 percent of the 
boiler slag/bottom ash sluiced to the pond on an annual basis.  See 
Image 2.2 for general boiler slag/bottom ash collection flow path. 

Image 2.2:  Boiler Slag/Bottom Ash Collection System Flow Path 
 

 

 

 

 

 

 

2.2.3 Boiler Slag 

See Subsection 2.2.2 above. 

2.2.4 Flue Gas Desulfurization Sludge 

Allen does not have equipment used for flue gas desulfurization sludge 
(FGD) collection, handling and disposition.  
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2.3 SIZE AND HAZARD CLASSIFICATION 

Size classification is based on storage capacity (of water) and maximum dam 
height, see Table 2.2a.  See Tables 2.1 and 2.3 for embankment height and 
estimated pond storage capacity (East Ash Pond).   

The East Ash Pond currently has a Small Size Classification according to the 
USACE Size Classification criteria.  However, it is noted that the capacity for water 
storage (to top of dike) would exceed 1,000 acre feet if a substantial volume of ash 
(on the order of 365 acre-feet or 589,000 cubic yards) were permanently removed; 
this would increase the size classification to Intermediate, based on available water 
storage capacity.  

Table 2.2a: Size Classification (USACE ER 1110-2-106) 
 

Category 
Impoundment 
Storage (Ac-ft) Height (ft) 

Small 50 and < 1,000 25 and < 40 
Intermediate 1,000 and < 50,000 40 and < 100 
Large >  50,000 > 100 

 
The Allen ash pond embankments are not regulated for dam safety by a federal or 
state agency.  Therefore, the ash ponds do not have federal or state hazard 
classifications.  The TVA has assigned a Significant Hazard potential classification 
for the East Ash Pond.  Dewberry concurs with this hazard potential classification 
on the basis of the hazard potential classification system adopted by USEPA.  The 
classification system and the hazard potential determination are presented on the 
field observation checklist for the Allen East Ash Pond, included in Appendix B 
(also see Table 2.2b).  The basis is that failure of the East Ash Pond perimeter dike 
embankment would discharge CCR into the adjacent Lake McKellar and low-lying 
shoreline areas.  Failure would not likely cause loss of life but would cause 
environmental damage and possible disruption of the important waterway to the 
Memphis Port at Presidents Island.   

Table 2.2b: Hazard Classification (FEMA Federal Guidelines for Dam 
Safety) 
 Loss of Human Life Economic, Environmental, 

Lifeline Losses 
Low None Expected Low and generally limited to owner 
Significant None Expected Yes 
High Probable. One or more 

expected 
Yes (but not necessary for 
classification) 

Since the West Ash Pond is inactive and does not impound water, no size and 
hazard potential determinations have been made. 
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2.4 AMOUNT AND TYPE OF RESIDUALS CURRENTLY CONTAINED IN THE 
UNIT(S) AND MAXIMUM CAPACITY 

Figures on the amount of CCRs stored in the ash ponds were not provided.  
However, the amount of CCRs currently stored in the East Ash Pond was roughly 
estimated along with total volume capacity and remaining volume capacity, as 
summarized in Table 2.3 with other data.  No estimates were made for the inactive 
West Ash Pond.  However, it appeared in the field to have substantial remaining 
volume capacity.  When the West Ash Pond was reactivated in 1991, while the East 
Ash Pond was taken off-line, the West Ash Pond received sluiced ash for 18 months 
before it was again deactivated.  The CCRs included fly ash and boiler slag/bottom 
ash.   

Table 2.3: Estimated Capacity and other Data for the Unit 
East Ash Pond  
Surface Area (acre)1 80 
Current Amount of Ash Stored (acre-feet) 990 (v. approx.) 
Current Remaining Volume Capacity (level to 
top of dike) (acre-feet) 

300 (v. approx.)2 

Total Volume Capacity (level to top of dike) 
(acre-feet) 

1,230 (v. approx.) 

Minimum Crest Elevation (feet) 237.5 (236.5 Stilling Pond) 
Normal Pond Level (feet) 230 (226 Stilling Pond) 

           1Includes 10 acres for the separate Stilling Pond 
             2Excludes Stilling Pond Vol Capacity of 152 acre-feet (v. approx.) 

 
The current daily amount of ash sluiced to the East Ash Pond is 450 tons, including 
90 tons of fly ash and 360 tons of boiler slag/bottom ash.  TVA’s projected ash 
disposal amounts through the year 2015 are summarized in Appendix A Doc 04.  
TVA plans to eventually close the wet disposal pond and dispose of dried ash (and 
gypsum after scrubbers are installed) in a permitted landfill.  TVA’s Master 
Strategy for the Allen plant is provided in Appendix A Doc 05. 

 
2.5 PRINCIPAL PROJECT STRUCTURES 

2.5.1 Earth Embankment 

The East Ash Pond is formed by a perimeter dike and one divider dike that 
separates the stilling pond at the east end from the intermediate ash pond 
area and the dredge cell at the west end, as illustrated in the aerial view of 
the East Ash Pond in Appendix A Doc 02.  The perimeter dike 
embankment is constructed primarily of sandy silt.  The divider dike 
embankment is constructed of compacted bottom ash.  A summary of the 
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perimeter dike dimensions is presented in Table 2.1.  The table gives the 
minimum crest dimension and maximum (steepest) slopes.  The crest 
width actually varies from the 20 feet minimum shown in the table; for 
example it is 30 to 40 feet wide along most of the north side and is more 
than 100 feet wide on the south side.  The crest on the south side 
accommodates a railroad siding.  The perimeter dike exterior slope varies 
to as flat as 3.5 horizontal (H) to 1 vertical (V), and the interior slope 
varies to as flat as 4 H to 1 V.  The divider dike crest width ranges from 22 
to 25 feet, and both side slopes of the divider dike are typically 2 H to 1 V.  
A topographic plan of the East Ash Pond is shown on the Boring Plan and 
Instrumentation Plan included in Appendix A Doc 06.  Cross sectional 
views of the perimeter and divider dikes are illustrated by the analysis 
sections included in Appendix A Doc 07 and Doc 08. 

The dimensions for the West Ash Pond perimeter dike are also 
summarized in Table 2.1.  These dimensions exclude the east part of the 
original pond footprint, where a Chemical Pond now exists as shown on 
the aerial view of the West Ash Pond in Appendix A Doc 03. 

2.5.2 Outlet Structures 

Water in the ash pond area flows into the stilling pond through a concrete 
spillway located in the divider dike near its south end.  The concrete 
spillway has 2 bays that can be fitted with stop-log gates over the concrete 
weirs and skimmer plates in the forebays.  No drawing was provided for 
this structure.  In the field the south bay appeared to be on the order of 8 
feet wide and the north bay somewhat less.  The stop-log gate remains in 
place in the north bay to force all flow through the south bay (with stop-
log gate removed).  It is understood from TVA personnel that this is done 
to allow more efficient pH adjustment of water flowing into the stilling 
pond.  

The stilling pond has four decant structures, each consisting of 48-inch 
diameter reinforced concrete pipe (RCP) risers with bottom discharge into 
36-inch diameter conduits that pass through the perimeter dike.  Two of 
these are the primary spillways that pass through the north perimeter dike 
to discharge into a concrete-lined flume leading to Lake McKeller.  The 
other two decant structures are emergency spillways that pass through the 
east perimeter dike to discharge to the Horn Lake Cutoff, which is a 
channel that leads to Horn Lake to the south.  All the riser overflows are 
fitted with skimmers.  The two primary spillway conduits are fitted with 



DRAFT 

Allen Fossil Plant 2-7 
TVA Coal Combustion Residue Impoundment  
Memphis, Tennessee Dam Assessment Report  

sluice gates at the outlet ends.  The gates are closed only to prevent 
backflow when the water in Lake McKeller threatens to rise above the 
discharge elevation during floods.  There also are three 18-inch diameter 
DR-17 high density polyethylene (HDPE) siphon pipes, which were 
installed to provide dewatering of the stilling pond during construction of 
improvements that had recently been made.  The stilling pond outlet 
structures are shown in the remedial improvements plans; selected 
drawings from the plans are included in Appendix A Doc 09 for reference. 

2.6 CRITICAL INFRASTRUCTURE WITHIN FIVE MILES DOWN GRADIENT 

“Critical” infrastructure includes facilities such as schools, hospitals, fire stations, 
police stations, etc.  There are some 29 such facilities that may be considered 
critical or potentially critical infrastructure located within a 5-mile radius of the 
plant.  These facilities are noted on the 5-mile radius map and accompanying listing 
of the critical infrastructure included in Appendix A Doc 01.  Most are located in 
Memphis on what appears to be higher ground in an arc extending from southeast to 
northeast of the plant and a few are across the Mississippi River in West Memphis, 
Arkansas.  None of these facilities would be threatened or directly impacted by 
failure of the dikes at the Allen plant.  In general, the land use around Allen is 
industrial.  Flood and CCR released from a postulated failure of the East Ash Pond 
perimeter dike would primarily impact Lake McKellar and/or the Horn Lake Cutoff 
channel and surrounding low-lying ground. 
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3.0 SUMMARY OF RELEVANT REPORTS, PERMITS, AND INCIDENTS 
 

3.1 SUMMARY OF REPORTS ON THE SAFETY OF THE MANAGEMENT UNIT 

Soon after the December 2008 failure of the CCR impoundment facility at the 
Kingston Fossil Plant, TVA engaged Stantec Consulting Services Inc. (Stantec) to 
visit and assess all of TVA’s CCR impoundment facilities, including the ash-pond 
dikes at the Allen Fossil Plant.  Stantec’s initial field assessment was conducted on 
February 17, 2009 and subsequently reported in a Phase 1 report, which is included 
in Appendix A Doc 10 for reference.  The Phase 1 report did not identify any 
conditions or issues that would immediately threaten the stability and safety of the 
dikes at the East Ash Pond or the West Ash Pond.  The Phase 1 report listed a 
number of notable observations and concerns and gave maintenance 
recommendations that are routine in nature, as well as Phase 2 engineering and 
programmatic recommendations (see the Phase 1 report).  The engineering 
recommendations centered on evaluating current conditions and preparing record 
drawings.  Stantec recommended that hydrologic and hydraulic analyses be 
performed for the East Ash Pond (stilling pond), as well as the inactive West Ash 
Pond.  Stantec’s Phase 1 field assessment noted an area of standing water along the 
outside toe of the east side perimeter dike of the East Ash Pond (stilling pond), but 
could not determine if it was due to seepage because of dense vegetation in the 
subject toe area.  Stantec also noted dense vegetation and trees in the interior of the 
West Ash Pond and on the outside slope of the north side perimeter dike of the 
West Ash Pond. 

Stantec has performed additional engineering studies since the Phase 1 assessment.  
Furnished documentation reviewed includes Stantec’s: “Report of Geotechnical 
Exploration and Evaluation of Slope Stability Northern Perimeter Dike East Active 
Ash Pond” dated March 25, 2010, “Geotechnical Report for the Evaluation of Dike 
Stability Remedial Measures for the Eastern Perimeter Dike East Stilling Pond” 
dated May 11, 2011, and “Results of Seismic Stability Analysis” dated October 3, 
2011.  See Section 7.0 for discussion of structural stability.  Stantec has also 
prepared a “Seepage Action Plan (SAP)” dated June 25, 2010 that provides 
guidelines for controlling different levels of seepage, should seepage be observed in 
routine inspections.  Maintenance has been performed at both the East and West 
Ash Ponds, and remedial improvements have been made at the stilling pond of the 
East Ash Pond as a result of engineering studies, as described in Subsection 4.1.3.   

A furnished daily report dated August 4, 2011, monthly inspection report dated 
August 10, 2011, and quarterly inspection report dated May 22, 2011, prepared by 
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TVA personnel indicate no major structural or operational issues.  See Appendix A 
Doc 11 for typical quarterly and monthly inspection reports, as well as daily field 
reports.  No significant deterioration was indicated in the documentation reviewed.  
Stantec’s 2011 annual inspection report dated April 4, 2011, indicated no major 
structural or operational issues.  Observations typically were of eroded areas caused 
by surface runoff and wave erosion, bare spots lacking good vegetative growth (at 
West Ash Pond), animal burrows, some standing water at the outside toe of the 
north side perimeter dike at both the East Ash Pond (outside dredge cell) and the 
West Ash Pond, possible seep area at standing water along outside toe of the east 
side perimeter dike of the East Ash Pond (stilling pond), and a 25-foot long shallow 
tension crack and slough on the inside slope of the east side perimeter dike of the 
East Ash Pond (stilling pond).  Stantec provided recommendations for repair or 
monitoring of all these conditions.   

3.2 SUMMARY OF LOCAL, STATE, AND FEDERAL ENVIRONMENTAL 
PERMITS 

Discharge from the impoundments is regulated by the Tennessee Department of 
Environment and Conservation (TDEC).  The Allen Fossil Plant has been issued a 
National Pollutant Discharge Elimination System Permit No. TN0005355 with 
effective date of January 1, 2008 and expiration date of August 3, 2010.  TVA 
reapplied for the permit before the expiration date and is awaiting response from 
TDEC Division of Water Control. 

3.3 SUMMARY OF SPILL/RELEASE INCIDENTS 

Data reviewed by Dewberry indicate that there have been small releases of ash 
slurry due to piping gasket leaks, associated with the East Ash Pond operations.  
There is no information describing these releases or subsequent cleanup.  
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4.0 SUMMARY OF HISTORY OF CONSTRUCTION AND OPERATION 
 

4.1 SUMMARY OF CONSTRUCTION HISTORY 

4.1.1 Original Construction 

The Allen Fossil Plant was built in the 1950s by the Memphis Light, Gas, 
and Water Division.  TVA leased the plant beginning in 1965 and 
purchased it in 1984.  No construction records of the original East Ash 
Pond or West Ash Pond are available.  Therefore, little is known of the 
original construction other than the approximate time frames that the 
ponds were built.  TVA historical information indicates that the West Ash 
Pond was built sometime between 1955 and 1963 and was the original 
pond used for wet disposal of sluiced ash.  The East Ash Pond was 
originally constructed in the 1960s and began to receive sluiced ash in 
1969.  The northern perimeter dike of the East Ash Pond was originally 
constructed by the USACE in the early 1960s to serve as a flood-control 
levee.  Material for levee construction was obtained from within the 
footprint of the East Ash Pond.  The northern perimeter dike (levee) was 
made a part of the East Ash Pond when the pond was expanded in the 
early 1970s.  Before incorporating it, however, the upstream (inside) face 
of the levee was covered with a 3-foot thick clay liner, apparently as a 
design measure to minimize potential seepage through the levee.  The dike 
embankments at both the West Ash Pond and the East Ash Pond were 
constructed to crest elevations that currently exist.  That is, the dikes have 
not been raised since original construction.  The original East Ash Pond 
did not include the area that is now occupied by the stilling pond. 

4.1.2 Significant Changes/Modifications in Design since Original Construction 

The only significant change to the East Ash Pond was expansion in 1978 
to include the 10 acres now occupied by the stilling basin at the east end.  
The expansion included construction of the current portion of the 
perimeter dike around the stilling pond, the divider dike, the two primary 
spillways to Lake McKellar, and the two auxiliary spillways to the Horn 
Lake Cutoff.  Since there appears to be no vestiges of the original east side 
perimeter dike, it is speculated that the soil in this dike may have been 
reused in the new portion of perimeter dike around the stilling pond, but 
there is no furnished information to confirm this. 
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In 1977 the Chemical Pond at the plant was constructed in a portion of the 
West Ash Pond footprint at the east end.  The Chemical Pond was 
constructed to have a surface area of 3 acres, maximum dike height of 14 
feet, and dike length of 700 feet.  The West Ash Pond was first deactivated 
in 1978, but was temporarily reactivated for approximately 18 months 
beginning in May 1991, when the East Ash Pond was taken off-line.  Prior 
to sluicing ash into the West Ash Pond, 173,000 cubic yards of ash were 
removed and used by the U.S. Army Corps of Engineers (USACE) as 
levee fill material.  The West Ash Pond was once again deactivated in 
October 1992 and has been inactive since that time. 

4.1.3 Significant Repairs/Rehabilitation since Original Construction 

Recent remedial improvements have been made at the East Ash Pond 
(stilling pond) to permanently lower the normal operating water level by 4 
feet (from elevation 230 feet to 226 feet msl) for the purpose of improving 
a deficient slope stability factor of safety of the outside slope of the east 
side perimeter dike to meet or exceed a criterion of 1.5, as well as improve 
stability against potential piping (internal erosion) due to seepage.  The 
work principally included lowering the principal and emergency riser 
overflow elevations and other measures to allow this construction, such as: 
installing additional stop logs on the concrete weir of the divider dike, 
installing a sediment control curtain, constructing a riprap blanket on the 
east slope of the divider dike, and installing siphons for lowering the 
stilling pond water level to elevation 224 feet msl during construction.  
See the selected drawings of the remedial improvement plans in 
Appendix A Doc 09.  

A small slump or slough occurred on the inside slope of the north side 
perimeter dike of the East Ash Pond in 2009; it was repaired with riprap 
and crushed stone.  The slump had occurred during excavation of the 
interior rim ditch, which over-steepened the slope and caused it to locally 
slump down.  Because there was concern that the excavation penetrated 
the 3-foot thick impermeable layer that had been placed on the interior 
slope of the dike (levee) during development of the East Ash Pond, the 
TVA and the USACE requested that Stantec perform an investigation to 
evaluate the effect of the known excavations through the layer, determine 
if excavations have been made elsewhere through the layer, and determine 
their limits.  Stantec’s investigation, which included test borings and 
laboratory testing, as well as installation of piezometers, found that the 
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soil material in the dike embankment itself meets the specification 
requirements for the material used in the 3-foot liner.  Stantec’s 
evaluation, based on visual observation of no seepage at the toe and 
review of piezometer monitoring data, indicated that the phreatic surface 
through the dike remained below the dike toe.  Stantec concluded that 
“although the impermeable layer has been compromised in some areas, it 
does not appear to have altered the impervious nature of the dike.”  
Stantec recommended continued monitoring to check for seepage and to 
check for changes in the phreatic line or for signs of instability.  The 
investigation is presented in a report by Stantec titled, “Geotechnical 
Engineering Report – Evaluation of East Ash Pond Liner” dated 
December 11, 2009. 

Investigation of a depression that had developed in the ash surface in the 
dredge cell of the East Ash Pond in early December 2010 led to the 
discovery of damage to the active 30-inch diameter ductile iron pipe (DIP) 
sanitary sewer line that passes under the cell.  Plans to construct a 
temporary bypass with a 30-inch HDPE line were developed by Stantec, 
as shown by selected drawings in Appendix A Doc 12.  Construction of 
the bypass had been essentially completed by the time of Dewberry’s site 
visit. 

In November 2010 a riprap blanket was installed on most of the inside 
slope of the south side perimeter dike of East Ash Pond to repair and 
protect against wave erosion. 

There has been no significant repairs/rehabilitation made to the inactive 
West Ash Pond since original construction, although there has been 
significant recent vegetation maintenance to clear a thick growth of bushes 
and trees on the dry interior of the pond and on the outside slope of the 
north side perimeter dike.   

4.2 SUMMARY OF OPERATIONAL PROCEDURES 

4.2.1 Original Operational Procedures 

Furnished documents do not include the original operational procedures.  
The ponds are man-made basins designed and operated primarily to 
contain fly ash, boiler slag/bottom ash, ash sluice water, storm water, and 
plant process water.  It is presumed that both the West Ash Pond and East 
Ash Pond were originally operated as wet ponds wherein CCR wastes 
were transported and placed by sluicing with water into the ponds, the 
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suspended particles were allowed to settle out, and the water detained 
temporarily in the pond for neutralization and equalization prior to 
discharge through the gravity-flow overflow structures.  It is further 
presumed that interior ditches/swales were maintained to promote 
drainage. 

4.2.2 Significant Changes in Operational Procedures since Original Startup 

The manner of transporting and placing the fly ash and boiler slag/bottom 
ash into the East Ash Pond by the wet sluicing method has basically not 
changed since original startup.  A significant change in operational 
procedures since original startup includes separating off the western part 
of the pond with ash embankments and constructing a diversion trench to 
create a dredge cell for excavating and stacking the ash in piles or rows for 
drying.  This change occurred in January 2005.     

4.2.3 Current Operational Procedures 

The East Ash Pond continues to receive sluiced fly ash, boiler slag/bottom 
ash, sluice water, storm water, and plant process water, as in the past.  
Currently, the boiler slag/bottom ash is excavated and dewatered at the 
dredge cell and sold for beneficial reuse.  Reportedly 90 percent of it is 
sold.  The fly ash also is excavated and dewatered at the dredge cell.  The 
dried fly ash is beneficially used in a structural fill project at the nearby 
Frank Pidgeon Industrial Park, which is owned by the Memphis and 
Shelby County Port Commission.  Even though most of the ash is now 
reused, a small percentage of the ash bypasses the dredging operation and 
flows to the ash settling area in the central part of the East Ash Pond.   
 

4.2.4 Other Notable Events since Original Startup 

During the time frame that the West Ash Pond was re-activated, the East 
Ash Pond was taken off-line and 453,000 cubic yards of ash were 
removed from this pond.  The ash material removed from both ponds was 
used as fill material in a USACE levee. 
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5.0 FIELD OBSERVATIONS 
 

5.1 PROJECT OVERVIEW AND SIGNIFICANT FINDINGS 

Dewberry personnel Stanley W. Notestine, P.E. and Fred Tucker, P.E. performed a 
site visit on Monday, September 19, 2011 in company with the participants listed in 
Section 1.3.1. 

The site visit began at 09:00 AM. The weather conditions during the visit were 
cloudy with intermittent light rainfall and mild temperatures.  Ground conditions 
were wet.  Photographs were taken of conditions observed.  Please refer to the 
“Coal Combustion Dam Assessment Checklist Form” in Appendix B for additional 
information concerning the ponds.  Selected photographs are included here for ease 
of visual reference.  Digital photographs were taken by Dewberry personnel during 
the site visit and provided to TVA.   

The visual assessment concluded the dikes were in satisfactory condition with no 
significant findings. 

5.2 EARTH EMBANKMENT  

5.2.1 Crest 

The crest of the East Ash Pond (EAP) perimeter dike is accessible by 
automobile.  The crest of the perimeter dike south side was observed to be 
extra wide, accommodating the ash/gravel-surfaced crest road as well as 
railroad siding, as shown in Photo 5.1.  This photo also shows water 
ponded in a wide shallow depression.  The shallow depression appeared to 
be due to wear of the surface caused by haul trucks turning into the dredge 
cell.  A more typical view of the crest condition is shown by Photo 5.2, 
which is a view of the crest on the perimeter dike north side.  Overall, the 
perimeter dike crest was observed to be in good condition.  No major 
depressions (caused by settlement), sags, tension cracks, or other signs of 
significant settlement or mass soil movement were observed.   

The crest of the divider dike between the perimeter dike south side and the 
spillway was observed to be eroded at the south end, as shown in 
Photo 5.3.  The crest of the divider dike between the spillway and the 
perimeter dike north side appeared to be in satisfactory condition. 

The crest of the inactive West Ash Pond perimeter dike was observed to 
be in satisfactory condition. 
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Photo 5.1: EAP Perimeter dike crest south side, looking east.  Note 
ponded water. 

 

Photo 5.2: EAP Perimeter dike crest north side, looking east. 
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Photo 5.3: EAP Divider dike crest south end, looking north.  Note 
gully erosion in the bottom ash embankment. 

5.2.2 Inside Slope and Pond Area 

The visible parts of the inside slopes of the East Ash Pond perimeter dike 
above ash and water levels were observed to be in satisfactory condition 
with no areas of major erosion and no obvious signs of slumps, slides, 
bulges, tension cracks, or animal holes.  No woody vegetation was 
observed on the inside slopes.  The inside slope of the perimeter dike 
south side was observed to be heavily armored with the riprap that was 
placed in 2010 to protect against wave erosion, as shown in Photo 5.4.  
The inside slope of the perimeter dike east side of stilling basin was 
observed to have a well-maintained cover of grass, as shown in Photo 5.5.  
Formerly, the normal water level was maintained 4 feet higher than 
observed during the site visit.  Evidence of the higher water level was 
visible by a line of minor wave-wash erosion on the inside slopes around 
the stilling pond.  The area of slump repair on the upper part of the inside 
slope of the perimeter dike north side was observed to be in satisfactory 
condition, as shown in Photo 5.6.  The lower part of the inside slopes in 
most of the East Ash Pond are covered with settled ash.   
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Photo 5.4: EAP Perimeter dike inside slope south side, looking east.  
Note riprap that was placed in 2010 to protect against wave erosion. 

 

Photo 5.5: EAP Perimeter dike inside slope east side (stilling pond), 
looking north. 
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Photo 5.6: EAP Perimeter dike inside slope north side, looking east 
southeast in area of recent slump repair.  Note crushed stone material 
used in the repair. 

 

Photo 5.7: EAP Divider dike slope east side, looking southwest.  Note 
minor gully erosion in slope above riprap blanket. 
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The slopes of the divider dike were observed to be steeper than those of 
the perimeter dike.  The slope on the stilling basin side of the divider dike 
was observed to have a partial-height blanket of small riprap that was 
placed during recent remedial construction.  The remaining surfaces of the 
divider dike slopes (and most of the crest) were observed to be covered 
with a thin layer of crushed stone.  Minor gully erosion in the slope of this 
ash embankment above the new riprap blanket was observed, as shown in 
Photo 5.7.  The fly ash excavation operation was observed in the dredge 
cell, as shown in Photo 5.8.  The visible part of the sanitary sewer 
temporary bypass recently constructed in the dredge cell was observed 
where it ties into the manhole in the south part of the dredge cell, as shown 
in Photo 5.9.  A view of the ash sluice lines to the East Ash Pond were 
observed, as shown in Photo 5.10. 

 

 

Photo 5.8: EAP Excavation of fly ash in dredge cell, looking south.  
Note greenish stockpile of boiler slag/bottom ash in background. 
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Photo 5.9: EAP South end of temporary bypass construction for 
active sanitary sewer under dredge cell. 

 

Photo 5.10: EAP View of ash sluice lines and plant process water line 
(leftmost) extending from the plant to the active pond, looking east.  
Rightmost line is abandoned. 
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Photo 5.11: WAP Typical view perimeter inside slope west side, 
viewed north. 

 

Photo 5.12: WAP Typical view of inactive pond area, viewed south. 



DRAFT 

Allen Fossil Plant 5-9 
TVA Coal Combustion Residue Impoundment  
Memphis, Tennessee Dam Assessment Report  

 

Photo 5.13: WAP View of apparent ash fill at east end of pond, viewed 
southeast.  Note stone piles as deterrent for Least Tern nesting. 

At the West Ash Pond (WAP) the inside slopes were observed to have a 
well-maintained cover of grass, as shown by the typical view in Photo 
5.11.  The inside slopes were in satisfactory condition.  The interior of the 
inactive pond was observed to have some scattered trees, but the area was 
clear of brush and undergrowth and covered with a well-maintained grass 
cover, as shown in Photo 5.12.  It was observed that the eastern part had 
been filled in with what appeared to be dry ash, as shown in Photo 5.13.  
The piles of stones on the barren surface had been placed to discourage 
nesting of the Least Tern in close proximity to the plant. 

5.2.3 Outside Slope and Toe 

The outside slopes of the East Ash Pond perimeter dike were observed to 
be in satisfactory condition with no areas of major erosion and no obvious 
signs of slumps, slides, bulges, tension cracks, significant seepage, or 
animal holes.  No woody vegetation was observed on the outside slopes.  
A view of the outside slope of the perimeter dike east side is shown in 
Photo 5.14 and is typical of the outside slopes.  The area of a previously 
observed seep, posted with a sign, at the toe of the perimeter dike east side 
is shown in Photo 5.15.  At the time of the site visit there appeared to be 
no seep or wet soil in this area, although tall grass and weeds in the area 
hindered clear observation.  TVA personnel indicated that the adjacent 
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area to the east is a natural wetland that has standing water during the wet 
season.  A minor mower rut was observed on the outside slope of the 
perimeter dike north side, as shown in Photo 5.16.   

 

Photo 5.14: EAP Perimeter dike outside slope east side, looking north. 

 

 

Photo 5.15: EAP Perimeter dike outside toe east side, identified seep 
area. 
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Photo 5.16: EAP Perimeter dike outside slope north side, looking 
west.  Note mower rut. 

Surface water was observed in a puddle at the one location along the 
outside toe of the perimeter dike north side, as shown in Photo 5.17.  
There appeared to be no flowing seepage associated with this puddle. 

 

Photo 5.17: EAP Perimeter dike outside toe north side.  Note ponded 
water. 
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Photo 5.18: WAP Perimeter dike outside slope north side.  Note 
dumpsters for cleanup of debris from spring flooding. 

At the West Ash Pond the outside slopes were observed to be in 
satisfactory condition.  The outside slope of the perimeter dike north side 
was observed to have a well-maintained cover of grass, as shown in 
Photo 5.18.  At the time of the site visit debris from flooding earlier in the 
year was still being removed from the slope and placed in dumpsters, 
visible in Photo 5.18.  It was observed that the outside slopes on the north 
and west sides of West Ash Pond are the only well-defined exterior slopes 
around this pond.  The chemical pond and filled areas exist on the east 
side.  The south side is a broad relatively level area that extends over to 
the municipal waste water treatment plant.  The rim elevation on this side 
is higher than the dike crest on the north side.  Even on the west side the 
outside slope does not have substantial height above the outside toe area, 
which appeared to be a broad fill extending to a low brushy and wooded 
area to the west. 

5.2.4 Abutments and Groin Areas 

Since the ponds are formed within a ring dike system, there are no natural 
abutments.  No significant erosion or displacements were observed where 
the divider dike intersects the perimeter dike embankments at the East Ash 
Pond or at the inside bends in the perimeter dikes at both the East Ash 
Pond and the West Ash Pond. 
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5.3 OUTLET STRUCTURES 

5.3.1 Spillway and Overflow Structures 

The visible parts of the spillway and overflow structures at the East Ash 
Pond were observed to be in satisfactory condition.  Water was flowing 
into the stilling pond through the south bay of the spillway in the divider 
dike, as shown in Photo 5.19.  The concrete spillway structure appeared to 
be sound.  Much of the metalwork (e.g., handrails, skimmer plates, 
channel guides, etc.) was observed to be rusty but currently sound and 
functional.  No obvious sinkholes or dropouts were observed in the ash 
embankment fill next to the sides of the spillway structure.   

All that could be seen of the overflow risers at the north end of the stilling 
pond were the skimmers on top of the risers, as shown in Photo 5.20.  The 
skimmers appeared to be new or newly refurbished.  

The old overflow riser at the West Ash Pond is shown in Photo 5.21.  The 
RCP sections that form the riser were observed to be weathered, but they 
appeared sound.  The skimmer structure had been taken off the top of the 
riser, along with a metal-grate walkway, to allow placement of an extra 
section of pipe on top of the riser to raise the overflow elevation.  TVA 
personnel indicated that this was done to prevent reverse overflow into the 
pond from backflow during extreme flood events when water levels in the 
Mississippi River and Lake McKellar are elevated, as occurred earlier this 
year. 

 

Photo 5.19: EAP South bay of concrete spillway in divider dike, 
discharging into stilling pond. 
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Photo 5.20: EAP View of skimmers atop overflow risers in stilling 
pond, looking south. 

 

Photo 5.21: WAP View of old overflow riser in inactive pond, looking 
east.  Note extra RCP section on top of riser. 
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5.3.2 Primary Outlet Conduits  

 

Photo 5.22: EAP View of outlet ends of primary spillway conduits, 
looking south. 

At the East Ash Pond (stilling pond) water that overflows the two 48-inch 
diameter primary riser structures discharges through two 36-inch diameter 
RCP conduits that pass through the perimeter dike north side to outfall 
into the flume that leads to Lake McKellar.  Water was discharging from 
these primary outlet conduits at the time of the site visit, as shown in 
Photo 5.22.  The concrete-lined flume is shown in Photo 5.23.  The 
primary conduits were observed to be lined with polyvinyl chloride 
(PVC).  The conduits appeared to be sound and functional.  No sinkholes 
or dropouts were observed along the alignment of the conduits through the 
dike embankment.  The concrete end wall structure with mounted 
floodgates appeared sound, although the metal gates and hardware were 
observed to be rusty.  One of the operator stem guide brackets (for west 
gate) was observed to be bent down.  TVA personnel indicated that the 
floodgates normally remain open and are closed only to prevent backflow 
when Lake McKellar is elevated during extreme floods.  The concrete-line 
flume was observed to have some cracks and surface deterioration but 
appeared to be functional. 
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Photo 5.23: EAP View of flume to Lake McKellar, looking north.  
Note outlet ends of siphons. 

At the West Ash Pond the end of the outlet conduit was not observed.  
However, no evidence of past sinkholes or dropouts was observed along 
the alignment of the conduit through the perimeter dike west side. 

5.3.3 Emergency Outlet Conduits 

Water that overflows the two 48-inch diameter emergency riser structures 
discharges through two 36-inch diameter RCP conduits that pass through 
the perimeter dike east side to outfall into a ditch that leads to the Horn 
Lake Cutoff channel.  The outlet ends of the two emergency outlet 
conduits were observed to be more than half submerged, as shown in 
Photo 5.24.  No water was flowing through these conduits at the time of 
the site visit.  TVA personnel indicated that preferences are to pump from 
the stilling pond rather than discharge through the emergency conduits, 
when the floodgates have to be closed at the primary outlet conduits.  
These emergency conduits were observed to be lined with PVC and 
appeared to be sound and functional.  No sinkholes or dropouts were 
observed along the alignment of the emergency conduits through the dike 
embankment.  The blanket of small riprap used for erosion control around 
the outlet ends of the emergency conduits was observed to be in 
satisfactory condition.  
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Photo 5.24: EAP View of outlet ends of emergency spillway conduits, 
looking west. 

5.3.4 Low Level Outlet (Siphons) 

None of the overflow structures has a low level outlet.  However, there are 
three 18-inch diameter HDPE siphon pipes that were installed to lower the 
stilling pond to elevation 224 feet msl during construction of remedial 
improvements at the stilling pond and will remain in place.  The siphons 
and associated gate valves are shown in Photos 5.25 and 5.26 (see also 
outlet ends of siphons in Photo 5.23).  The siphons and associated gates 
and hardware were observed to be in satisfactory condition. 
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Photo 5.25: EAP Partial view of siphons, looking west. 

    

Photo 5.26: EAP Gate valves in siphons, looking west. 
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6.0 HYDROLOGIC/HYDRAULIC SAFETY 
 

6.1 SUPPORTING TECHNICAL DOCUMENTATION 

6.1.1 Flood of Record 

No documentation has been provided about the maximum water surface 
elevations in the ash ponds.  Both the active East Ash Pond and the 
inactive West Ash Pond are contained within perimeter dikes and do not 
receive off-site natural drainage.  Therefore, they do not receive flood 
inflows from off-site.  The source of water into the ash ponds is sluicing 
water, plant drainage, and Coal Yard runoff to the East Ash Pond and 
minor plant drainage to the West Ash Pond, plus precipitation that falls 
directly into the ponds.  Historic climate data available on-line from the 
National Weather Service (NWS) indicate that the highest recorded 24-
hour precipitation in the Memphis area since original construction of the 
ash ponds was 6.84 inches on November 28-29, 2001, which at the time 
was the highest recorded in the previous 50 years of record; the total for 
the multi-day storm was 10.67 inches.  Near record flooding of the 
Mississippi River occurred in the Memphis area in early May 2011, 
causing Lake McKellar to rise to high levels that encroached substantially 
onto the outside slopes of the perimeter dikes of both the East Ash Pond 
and the West Ash Pond, primarily on the north side.  From high water 
marks indicated by some remaining flood debris on the slopes, it appeared 
that the elevated water level in Lake McKellar reached up to 
approximately one-third the height of the north side exterior slope of the 
East Ash Pond perimeter dike and more than mid height of the north side 
exterior slope of the West Ash Pond perimeter dike.  

6.1.2 Inflow Design Flood 

For the “small” size and “significant” hazard potential classification 
assigned to the East Ash Pond dikes, the USACE hydrologic evaluation 
guidelines (ER-1110-2-106 26 Sept 1979 “Recommended Guidelines for 
the Safety Inspection of Dams”) recommend a spillway design flood 
(SDF) of 100-year frequency to 1/2 Probable Maximum Flood (1/2 PMF), 
where the magnitude selected most closely relates to the involved risk.  
For comparison, the Tennessee Dam Safety Laws and Regulations (2007) 
require (for existing dams) use of a Freeboard Design Storm of 1/3 
Probable Maximum Precipitation (1/3 PMP) (6-hour duration) to develop 
the design flood. 
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Stantec performed a hydrologic and hydraulic (H & H) analysis of the East 
Ash Pond, including the separate ash and stilling ponds.  The analysis is 
presented in the H & H report dated September 30, 2010, which is 
included in Appendix A Doc 13 for reference.  Their analysis evaluated 
the performance of the ash and stilling ponds for the 1-, 10-, 25-, 50- and 
100-year 24-hour SCS Type II storms and the 6-hour PMP.  The results of 
the analysis for the 6-hour PMP indicate the following: 

• Ash pond pool el 234.8 ft, leaves 2.7 ft freeboard 

• Stilling pond pool el 232.7 ft, leaves 3.8 ft freeboard 

• Stilling pond tailwater el 225.0 ft 

No inflow design flood has been provided for the inactive West Ash Pond. 

6.1.3 Spillway Rating 

Spillway rating curves were developed by Stantec for the East Ash Pond 
spillway and outlet structures.  Rating curves for the ash pond and the 
stilling pond for each storm event are presented in Appendix C of 
Stantec’s H & H report (see Appendix A Doc 13).   

A spillway rating for the West Ash Pond outlet structure has not been 
provided, which reflects the assumption that there is no outflow from the 
pond during the design storm.   

6.1.4 Downstream Flood Analysis 

No downstream flood analysis has been provided for the ash ponds.  A 
general qualitative analysis based on field observations and review of 
available data is as follows: 

Failure of the East Ash Pond perimeter dike would most likely occur 
through the east side or north side and discharge water and coal 
combustion residue onto low-lying outside toe areas.  Water released 
through a breach in the dike would likely carry eroded ash into Lake 
McKellar causing environmental damage, as well as property damage, and 
potentially disrupting Memphis Port traffic.  The failure would not likely 
cause loss of life.   

If the West Ash Pond impounds a large volume of storm water during a 
rain event, or become active, then failure of the West Ash Pond perimeter 
dike would most likely occur through the north side with consequences 
similar to those described above.  
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6.2 ADEQUACY OF SUPPORTING TECHNICAL DOCUMENTATION 

The hydrologic/hydraulic documentation for the East Ash Pond is adequate.  No 
hydrologic/hydraulic analyses have been provided for the inactive West Ash Pond.  
However, rigorous analyses are not be needed to document hydrologic safety of the 
inactive West Ash Pond, which is contained within a perimeter dike system and 
does not receive off-site natural drainage.  Simple calculations summarized in the 
following section should be sufficient.   

6.3 ASSESSMENT OF HYDROLOGIC/HYDRAULIC SAFETY 

For assessment purposes the appropriate design storm for the East Ash Pond may 
be taken as 1/3 PMP, 6-hour duration (see Subsection 6.1.2).  Stantec’s analysis 
shows that the East Ash Pond under current conditions should be able to pass the 
full 6-hour PMP event without overtopping the perimeter dike.  Therefore, on the 
basis of furnished hydrologic/hydraulic documentation, the East Ash Pond has 
satisfactory hydrologic/hydraulic safety.  However, Stantec noted that if the weir at 
the spillway between the ash pond and stilling pond is raised to elevation 231 ft 
msl, the ash pond could overtop during the 6-hour PMP event and advised that a 
minimum 6-foot freeboard be maintained in the ash pond area.  Stantec further 
noted that during a closure scenario the stilling pond would not be able to pass the 
6-hour PMP event and advised that consideration be given to installing an 
emergency spillway between the stilling pond and Lake McKellar for the closure 
condition, or close both the ash pond area and the stilling pond area at the same 
time.  

The West Ash Pond does not impound water and, according to TVA personnel, 
storm water does not gradually build up in it, even though there is no mechanism 
for storm water to flow out of the pond.  It is assumed that the pond bottom has 
high infiltration capacity.  As it currently exists, the pond bottom appears to be at 
least 15 feet below the dike crest north side.  The inactive pond does not receive 
uncontrolled inflows from off-site.  By inspection, the empty West Ash Pond could 
safely contain 100 percent of the rainfall depth (29.8 inches or approximately 2.5 
feet) of the 6-hour PMP over its catchment area.  Therefore, in its current condition 
the inactive West Ash pond appears to have satisfactory hydrologic safety.  
However, if this pond should be brought back into service, hydrologic/hydraulic 
analysis should be performed to evaluate and document its safety for in-service 
scenarios. 



DRAFT 

Allen Fossil Plant 7-1 
TVA Coal Combustion Residue Impoundment  
Memphis, Tennessee Dam Assessment Report  

7.0 STRUCTURAL STABILITY 
 

7.1 SUPPORTING TECHNICAL DOCUMENTATION 

7.1.1 Stability Analyses and Load Cases Analyzed 

TVA’s consultant, Stantec performed geotechnical explorations and 
analyses of the East Ash Pond, focusing mainly on the north perimeter 
dike and the east perimeter dike, since these appear to have the more 
critical embankments.  The divider dike was also investigated under the 
scenario of permanently lowering the normal water level in the stilling 
pond to 226 feet msl while maintaining 230 feet msl in the ash pond.  
Stantec’s stability assessment included analyses of static slope stability, 
seepage/piping potential, and simplified seismic slope stability using the 
pseudo-static method1.  Computer software programs commonly used in 
the geotechnical profession were used in the analyses.  The exploration 
results and/or analyses are presented in the following Stantec reports: 

1. “Report of Geotechnical Exploration and Evaluation of Slope 
Stability - Eastern Perimeter Dike East Stilling Pond” dated 
February 4, 2010. 

2. “Report of Geotechnical Exploration and Evaluation of Slope 
Stability - Northern Perimeter Dike East Active Ash Pond” dated 
March 25, 2010. 

3. “Report of Geotechnical Exploration and Evaluation of Slope 
Stability – Remedial Measures for Eastern Perimeter Dike East 
Stilling Pond” dated May 11, 2011. 

4. “Results of Seismic Slope Stability Analysis Active CCP Disposal 
facilities - Allen Fossil Plant” dated October 3, 2011. 

                                                 
 

 
1 The pseudostatic method is a simplified method for determining seismic slope stability that is based on the same 
approach (i.e., limit equilibrium) used in analyzing static slope stability.  In current practice, the pseudostatic method 
of analysis is used primarily as a screening tool to help assess whether an embankment dam or slope requires a more 
detailed seismic slope analysis.  The pseudostatic method ignores cyclic loading of the earthquake, but accounts for 
seismicity by applying an equivalent static force on the slope.  In the limit equilibrium approach bearing capacity 
and stress-strain relationship of the soil is not considered, so the method should not be used for sensitive clays and 
other materials that lose shear strength during an earthquake or loose soils located below the groundwater table 
subject to liquefaction. 
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The load cases analyzed for the northern perimeter dike included:  

1. Static steady-state seepage, ash pond normal pool el 230 ft 
2. Static steady-state seepage, ash pond max storage pool el 233 ft 
3. Static steady-state seepage, ash pond max surcharge pool el 237 ft 
4. Rapid drawdown from the McKellar Lake design flood el 232.5 ft 

to median lake water surface el 185 ft 
5. Earthquake w/ horiz seismic coef = 0.127g, normal pool el 230 ft 

 
The load cases initially analyzed for the eastern perimeter dike included 
cases 1 and 2 above.  However, unacceptable factors of safety were 
obtained in both the slope stability analysis and the seepage analysis.  
Consequently, the normal water level in the stilling pond was lowered to 
226 feet msl and load cases 1 and 5 were re-analyzed.  
 
The divider dike was analyzed for the following static slope stability 
conditions: 
 

1. Long term, original configuration, upper pool el 230 ft, lower pool 
el 226 ft  

2. Long term, original configuration w/ 4-ft riprap blanket on east 
toe, upper pool el 230 ft, lower pool el 226 ft  

3. Short term (construction) condition, original configuration, upper 
pool el 230 ft, lower pool el 225 ft (for construction) 

4. Short term (construction) condition, original configuration w/ 4-ft 
riprap blanket on east toe, upper pool el 230 ft, lower pool el 225 
ft (for construction) 

 
The various static stability analyses are illustrated in the analysis sections 
in Appendix A, Doc 07 and Doc 08.  The pseudo-static analysis is 
summarized and illustrated in Enclosure B of Stantec’s October 3, 2011 
report; this enclosure is included in Appendix A, Doc 14 for reference. 

No stability documentation has been provided for the inactive West Ash 
Pond dike embankments. 

7.1.2 Design Parameters and Dam Materials 

At the East Ash Pond the perimeter dike embankment soils consist of 
predominantly sandy silts and silty sands with the silty sands more 
prevalent in the northern perimeter dike (the original levee).  The divider 
dike consists primarily of compacted bottom ash.  The dikes are 
immediately founded on a variable thickness layer of sandy silt or silt and 
sandy silt underlain by a thick layer of lean and fat clays that extends 
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down to a deeper layer of silt and sandy silt and sandy silt to silty sand.  
Based on laboratory testing, design properties and parameters used in the 
static stability analyses were as shown in the following Table 7.1: 

Table 7.1: Design Properties and Parameters of Materials used in the 
Static Stability Analyses 

Material 

Total 
Unit Wt. 

(pcf) 

Saturated 
Unit Wt. 

(pcf) 

Drained Strength 
Parameters 

C´ (psf) Ø´ (deg) 
Dike Fill-Core --- 125  0 31 
Dike Fill-Shell --- 124 0 31 
Hydraulically Placed Ash --- 105 0 25 
Bottom Ash --- 123 0 34 
Divider Dike Fill-Sand --- 120 0 34 
Riprap --- 120 0 38 
Alluvial Clay --- 115 0 26 
Sandy Silt to Silty Sand 
Alluvium  

--- 115 0 28 

See analysis sections in Appendix A Doc 07 & Doc 08 for source of information in this 
table. 

It appears that fully drained strength parameters were used in all the cases 
of static stability analysis.  Design properties and parameters used in the 
pseudo-static stability analyses are shown in Table 7.2: 

Table 7.2: Design Properties and Parameters of Materials used in the 
Pseudo-Static Stability Analyses 

Material 

Total 
Unit Wt. 

(pcf) 

Saturated 
Unit Wt. 

(pcf) 

Undrained Strength 
Parameters 

C (psf) Ø (deg) 
Dike Fill-Core 125 125  200 22 
Dike Fill-Shell 124 124 200 22 
Hydraulically Placed Ash 

95 105 0 10 

Compacted Ash 110 123 0 30 
Riprap 115 115 0 38 
Lean & Fat Clay 110 115 400 12 
Silt and Sandy Silt  110 115 200 12 
See analysis sections in Appendix A, Doc 14 for source of information in this table.  

7.1.3 Uplift and/or Phreatic Surface Assumptions 

The phreatic surface in the embankment slope stability analysis sections was 
assumed to extend through the embankment section down from the pond 
water elevation to the toe of the embankment section and from upper pond 
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water elevation to lower pond water elevation in the case of the divider dike 
(see analysis sections in Appendix A Doc 07, Doc 08, and Doc 14). 

From visual observations in the field, the phreatic surface was not observed 
to crop out on the outside slope of the dikes.  A puddle of water was 
observed at the outside toe of the northern perimeter dike near the mid-point 
the north side.  Based on the flat topography and worn surface of the 
unpaved toe access road in the area, and wet ground conditions from recent 
rainfall, the wet puddle appeared to be due to poor surface drainage. 

7.1.4 Factors of Safety and Base Stresses    

The computed factors of safety for the load cases analyzed in the slope 
stability analyses of the perimeter dike are shown in the Table 7.3 and Table 
7.4 below for the northern perimeter dike and eastern perimeter dike, 
respectively.  Conventional minimum FS criteria are 1.5 for static long-term 
stability and 1.0 for earthquake stability (by pseudo-static method).  The 
USACE (EM 1110-2-1902) allows a minimum factor of safety of 1.4 for 
maximum surcharge events and minimum factors of safety of 1.1 for rapid 
drawdown from maximum flood pool and 1.3 for rapid drawdown from 
maximum storage pool.  The computed minimum factors of safety for static 
stability of the divider dike are 1.5 or greater for the most critical section E-
E’ after remedial improvements, which have been made. 

Table 7.3: Slope Stability Factors of Safety (Outside Slope) – 
Northern Perimeter Dike 

Load Case 
Calculated Minimum1 
Factor of Safety (FS) 

1. Static Steady State, Pond El 230 Ft 
1.97 Deep; 

 2.17 Shallow 

2. Static Steady State, Pond El 233 Ft 
1.85 Deep; 

 1.80 Shallow 

3. Static Steady State, Pond El 237 Ft 
1.62 Deep; 

 1.44 Shallow 
4. Rapid Drawdown, Lake MeKellar El 

232.5 Ft to El 185 Ft 
1.63 

5. Earthquake - 0.127g Horiz Seismic Coef, 
500-yr Return Period Event 0.73 

6. Earthquake - 0.06g Horiz Seismic Coef, 
250-yr Return Period Event 1.00 

1For the critical Section A-A’.  Inside slope FS all higher than outside slope FS. Source: 
Stantec reports dated March 25, 2010 and October 3, 2011 

Seepage exit gradients were computed and compared with a critical 
gradient of 0.98 to calculate a factor of safety against piping (FSpiping = 
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icrit/i).  The minimum computed FSpiping = 4.45 under surcharge pool 
conditions (case 3 loading) for the more critical analysis section of the 
northern perimeter dike.  The minimum computed FSpiping = 4.7 and 6.9 
for the eastern perimeter dike and divider dike, respectively, under the 
new, lowered normal pool elevation of 226 feet msl that now occurs in the 
stilling pond after implementation of remedial improvements.  Stantec 
adopted a minimum factor of safety criterion of 3.0 against piping.  This is 
compatible with factor of safety criterion on the order of 2.5-3.0 proposed 
in 1977 by Cedergren and noted in the USACE’s EM 1110-2-1901. 

Table 7.4: Slope Stability Factors of Safety (Outside Slope) – 
Eastern Perimeter Dike After Remedial Improvements 

Load Case 
Calculated Minimum1 
Factor of Safety (FS) 

1. Static Steady State, Pond El 230 Ft 
1.50 Deep; 

 1.50 Shallow 

2. Static Steady State, Max Storage Pool Not Analyzed 

3. Static Steady State, Max Surcharge Pool Not Analyzed 

4. Rapid Drawdown Not Analyzed 
5. Earthquake - 0.127g Horiz Seismic Coeff, 

500-yr Return Period Event 0.90 

6. Earthquake - 0.09g Horiz Seismic Coeff, 
370-yr Return Period Event 1.00 

1For the critical Section E-E’.  Inside slope not analyzed. Source: Stantec reports dated 
May 11, 2011 and October 3, 2011 

7.1.5 Liquefaction Potential 

No liquefaction potential analyses have been provided.  It is understood 
from TVA that liquefaction potential will be addressed as part of a 
comprehensive risk/consequences-based evaluation of seismic failure risks 
being conducted in closure design.  TVA’s approach is described in a 
“Seismic Risk Assessment White Paper” provided in Stantec’s report 
dated October 3, 2011.  It is understood that Phase A of the seismic risk 
assessment study is currently in draft report form and is being actively 
peer-reviewed and that the Phase A report includes analysis/evaluation for 
liquefaction potential using Phase 2 geotechnical data.  It is further 
understood that the results are being used to assess seismic failure risks for 
probable closure geometries. 
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Stantec’s test borings indicate that dike embankments are generally firm 
and compacted.  However, many of the borings indicate the presence of 
very soft to soft sandy silts and very soft to soft clays in the foundation 
layers immediately underlying the dike embankment.  Thus, there appears 
to be some potential for deformation to occur during strong seismic 
shaking.  Evaluation of these conditions will require a quantitative 
evaluation to determine the amount of potential deformation and its effects 
on the integrity and stability of the dike embankments.  Based on currently 
available information, it is concluded that liquefaction potential and 
excessive deformation potential under seismic loading are unknown. 

7.1.6 Critical Geological Conditions 

The Allen Fossil Plant and ash ponds are located on the 0.62-mile thick 
sediment-filled trough known as the Mississippi Embayment, which 
approximately underlies the Mississippi Valley.  The sedimentary deposits 
include layers of sand, silt, clay, gravel, and various mixes of these soil 
types.  Geologic information in Stantec’s reports, based on the Geologic 
Map of the Fletcher Lake Quadrangle, Tennessee, published by the 
Tennessee Department of Conservation, Division of Geology, 1978, 
indicates that manmade fills and Quaternary age alluvial deposits 
immediately underlie the plant and surrounding areas.  The fill is generally 
composed of alluvial soil dredged from the floodplain (or loess in some 
areas) and is tens of feet thick in the industrial areas in the floodplain of 
the river.  The alluvium is noted to consist of irregular lenses of fine sand, 
silt, and clay in the upper part and coarse sands, gravelly sands, and sandy 
gravels in the lower part.  The alluvium varies in thickness from about 45 
feet to 90 feet adjacent to the loess bluffs along the eastern edge of the 
quadrangle to as much as 175 feet well out into the floodplain.  The 
alluvium is noted to be underlain by a series of highly consolidated clays 
and dense sands of the Claiborne Group.  The East Ash Pond is noted to 
be underlain by the alluvial deposits and surrounded by manmade fill.   

The main hazard associated with the geology of the area is the potential 
for the presence of very soft and very loose soils that may behave 
unsatisfactorily under certain cases of loading, particularly seismic 
loading.  As previously mentioned, many of Stantec’s test borings 
penetrated very soft to soft alluvial soils immediately beneath the East Ash 
Pond dike embankment.  

Seismicity – The Allen Fossil Plant is located on the southeast edge of the 
New Madrid Seismic Zone.  This zone is an area considered to have high 
seismic hazard, based on the historical record of strong earthquakes 
occurring in this area.  At the edge of this zone, where the plant and ash 
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ponds are located, the seismic hazard is considered to be moderate.  From 
the USGS Interactive Deaggregation website, based on the USGS 
Seismic-Hazard Maps for Central and Eastern United States, dated 2008, 
the East Ash Pond is at a location anticipated to experience 0.556g peak 
(horizontal) ground acceleration (PGA) with a 2-percent probability of 
exceedance in 50 years (2,475-year exceedance return time), assuming 
uniform firm-rock site conditions, i.e., a site with average shear wave 
velocity of 2,500 feet per second (fps) in the upper 100 feet below the 
ground surface.  For a 10 percent probability of exceedance (475-year 
exceedance return time) the PGA is 0.151g. The alluvial soils that form 
the foundation for the dike embankment would be expected to have a 
lower shear wave velocity than 2,500 fps; therefore, the actual PGA at the 
site may be different than indicated above.  USGS documentation for the 
Memphis area indicates that the very thick sequence of sediments in the 
Mississippi Embayment de-amplify the strongest ground motions for 
rapidly oscillating waves (shorter periods) and amplifies motions for 
slower oscillating (longer period) waves.   

TVA uses seismic hazard results from the TVA Dam Safety Seismic 
Hazard Model developed by AMEC Geomatrix, 2004.  Values of PGA 
from this model for the Allen plant are 0.389g for 2,475-year exceedance 
return time and 0.127g for 475-year exceedance return time (rounded to 
500 years in furnished analysis), which is about the expected return time 
for New Madrid earthquakes.  The TVA values are based on “hard rock” 
rather than the “uniform firm-rock” site conditions assumed for the USGS 
Seismic-Hazard Maps.  According to TVA’s documentation, the hard rock 
to uniform firm rock amplification factor for PGA is 1.52.  Therefore the 
TVA PGA values would need to be multiplied by this amplification factor 
to compare with the USGS PGA values.  Using this factor, the values are 
comparable. 

7.2 ADEQUACY OF SUPPORTING TECHNICAL DOCUMENTATION 

Structural stability documentation for the East Ash Pond dikes at the Allen Fossil 
Plant is adequate with respect to static slope stability and seepage analysis.  The 
cases of loading analyzed for the eastern perimeter dike are more limited than those 
analyzed for the northern perimeter dike.  For example, the rapid drawdown case 
was not analyzed even though Stantec’s hydrologic/hydraulic analyses indicate a 
tailwater elevation of 225 feet msl would occur on the exterior slope of the eastern 
perimeter dike under flooding from the 6-hour PMP, which would create rapid 
drawdown conditions when the tailwater subsides. The rapid drawdown case 
analyzed for the northern perimeter dike, which involved drawdown from a higher 
elevation (232.5 feet msl), resulted in a satisfactory factor of safety.  Thus, it 
appears that the lower drawdown case for the eastern perimeter dike was reasonably 
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considered not to be as severe and therefore no drawdown stability analysis of this 
slope was needed, since the slopes and soil parameters were similar.  The maximum 
storage pool case was not analyzed for the eastern perimeter dike apparently 
because the revised lower normal water elevation (226 feet msl) in the stilling pond 
after remedial improvement measures were implemented is the maximum operating 
water elevation.  The maximum surcharge pool case also was not analyzed for the 
eastern perimeter dike. This case represents the maximum flood pool condition; it 
apparently was not analyzed because the high tailwater elevation (225 feet msl) 
during PMP flooding makes it less critical than the normal pool elevation case (226 
feet msl and no tailwater), due to less differential head between stilling pond 
maximum pool elevation and the tailwater elevation.  

The documentation for seismic stability of the East Ash Pond dike embankments is 
inadequate.  The reasoning for the horizontal seismic coefficient (kh) used in the 
pseudo-static slope stability analysis is unclear.  It appears that the PGA value of 
0.127g for the 475-year exceedance return time from the TVA Dam Safety Seismic 
Hazard Model (2004) was adopted as the “design” kh.  (Note: Since the seismic 
coefficient actually is dimensionless, the value assumed by Stantec more properly is 
0.127g/g = 0.127, as applied to the weight of a potential sliding mass.)  Use of the 
“hard rock” PGA as the seismic coefficient for analysis of a dike founded on very 
thick soil deposits seems inappropriate.  In addition, the seismic coefficient based 
on yield acceleration, ky, which corresponds to a factor of safety of 1.0 (FS = 1.0), 
is actually some fraction or percentage of the PGA, depending on earthquake 
moment magnitude and other factors.  For example, one correlation in the literature 
shows ky ranging from 0.2 x PGA for magnitude 6.5 earthquake to 0.4 x PGA for 
magnitude 8.0 earthquake.  In the “Seismic Risk Assessment White Paper” 
provided by TVA, it is indicated that kh = 0.1 x PGA will be used in pseudo-static 
stability analyses in the closure design, which is not conservative in view of the 
above correlation.  However, for the analysis of the Allen East Ash Pond dike 
embankments, it appears that kh = 1.0 x PGA was used.  This on the one hand 
appears very conservative, but on the other hand use of the “hard rock” PGA 
appears not to be conservative.  As noted previously, the 475-year exceedance 
return time is approximately the expected return time for New Madrid earthquakes.  
Adopting this return time as the design basis for a Significant hazard potential 
facility is debatable.  Nevertheless, this return time does not meet EPA 
requirements for seismic stability of a Significant hazard impoundment.  EPA 
requires documentation of acceptable seismic performance of the dike 
embankments for an earthquake with 2 percent probability of exceedence in 50 
years (2,475-year event).  

The pseudo-static method of analysis is valid only when the embankment and 
foundation soils will not experience significant loss of shear strength during 
earthquake shaking.  Therefore the presence of very soft to soft soils in the alluvial 
foundation underlying the embankments at the East Ash Pond is cause for concern.  
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Where they exist below the water table they could potentially develop excess pore 
pressures during strong earthquake shaking and experience loss of shear strength, 
causing deformations through plastic flow in the very soft foundation soils, which 
could detrimentally impact the overlying embankment.  Thus, there is inadequacy in 
the technical documentation due to the current lack of analyses or assessments of 
the effects of the very soft foundation soils, as well as lack of assessment of 
liquefaction potential, in addition to inadequate analyses of seismic slope stability.  
It is noted, however, that for relatively low dikes such as the Allen dikes, the 
standard of practice, particularly of the time they were designed, usually did not 
include seismic stability analyses, deformation analyses, or liquefaction potential 
analyses. 

No structural stability documentation is available for the inactive West Ash Pond 
dike embankments.  There appears to be no need for this documentation as long as 
this pond remains inactive and does not impound a significant amount of water. 

7.3 ASSESSMENT OF STRUCTURAL STABILITY 

The structural stability of the East Ash Pond dike embankments appears to be 
satisfactory with respect to static stability based on the following: 

• Documented static slope stability analyses showing satisfactory factors of 
safety against both deep and shallow potential circular arc shear failures 
under all credible loading conditions. 

• Documented seepage analyses and evaluation of exit gradients show 
satisfactory factors of safety against a piping failure.  

• No indications of scarps, sloughs, major depressions or bulging anywhere 
along the slopes of the dike. 

• No indications of boils, sinks, or uncontrolled seepage along the outside 
slope or toe of the dike. 

• No major depressions and no significant vertical or horizontal alignment 
variations in the crest of the dike. 

The furnished pseudo-static slope stability analysis results show that the East Ash 
Pond dike embankments are substandard with respect to seismic stability for an 
earthquake even less than that required by EPA for a Significant hazard 
impoundment.  For the “design” seismic coefficient kh = 0.127 (indicated as the 
500-year return period event), the dike embankments at the Allen Plant are shown 
to have FS < 1.0, indicating failure.  The dikes are shown to have FS = 1.0 (the 
acceptance criterion) for return times of 250 years and 370 years for the northern 
perimeter dike and eastern perimeter dike, respectively.  The New Madrid 
earthquakes have a return period of approximately 450 years.  Thus, these dikes are 
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indicated to be safe for earthquakes less than the New Madrid-magnitude 
earthquakes and much less than required by EPA.  TVA is conducting more 
rigorous seismic stability analyses for the design earthquake required by EPA.  On 
July 31, 2012, TVA informed EPA that seismic stability analyses for the Allen 
Plant would be submitted to EPA by the middle of September 2012. 

As previously concluded, liquefaction potential and excessive deformation potential 
under seismic loading are unknown.  However, based on review of the available 
boring information, the soils (silts, sandy silts/silty sands, and clays) encountered in 
the borings do not appear to be of the type that would be highly susceptible to 
liquefaction.  Thus, qualitatively, there may be low probability of failure of the 
dikes due to liquefaction under earthquake loading.   

The spillway and outlet structures appeared to be in generally sound and stable 
condition with no evidence of significant structural deterioration of the limited 
visible parts of the structures that could be seen.  At the East Ash Pond some of the 
metal parts and hardware at the spillway in the divider dike and at the floodgates at 
the discharge end of the primary outlet conduits were observed to be rusty.  It 
would be prudent to perform maintenance cleaning and painting of the metal items 
to arrest the deterioration and protect against future corrosion. 

From visual assessment in the field the inactive West Ash Pond dike embankments 
and outlet structure appeared to be stable under the prevailing normal static 
conditions in which it impounds no water.  Even though this pond is inactive, TVA 
should continue surveillance and maintenance of the dike embankments and ensure 
that the inactive pond does not impound water.  
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8.0 ADEQUACY OF MAINTENANCE AND METHODS OF OPERATION 
 

8.1 OPERATING PROCEDURES 

The ash pond receives sluiced ash from both the boiler slag/bottom ash handling 
system and the fly ash handling system.  Each of the three boilers at the plant has 
two sluice pipes, one for fly ash and one for boiler slag/bottom ash, running to the 
East Ash Pond (total of 6 sluice lines).  There is an additional line that carries plant 
process water to the pond.  All the sluice lines currently discharge into a rim ditch 
in the northwest part of the dredge cell at the west end of the East Ash Pond.  The 
ash may also be sluiced into a “mini” dredge cell that lies on the west side of the 
main dredge cell.  The Coal Yard runoff also drains to the East Ash Pond into a 
small cell at the southwest corner.   

In the rim ditch a long-reach excavator scoops out the ash and places it in piles or 
rows to drain, as previously shown (Figure 5.8).  After dewatering the ash is loaded 
onto dump trucks suitable for on-road travel and hauled to final disposition.  The 
dried fly ash is used in a structural fill at a nearby industrial park and the dried 
boiler slag/bottom ash is marketed.  Excavation operations in the dredge cell are 
restricted from getting closer than 50 feet from the alignment of the active sanitary 
sewer line that passes under the dredge cell, as well as transmission towers located 
in the pond. Dust suppression systems are used when needed on ash/gravel haul 
roads.  Paved plant roads used by the haul trucks are kept clean with a sweeper 
truck.  The ash excavation, drying, and hauling operations are contracted out.  
TVA’s written operations procedures are included in Appendix A Doc 15. 

The normal water level in the central settling area of the East Ash Pond is 
maintained at elevation 230 feet msl, which allows for at least 7.5 feet of freeboard.  
The normal water level in the stilling pond has recently been lowered to 226 feet 
msl, which allows for at least 10.5 feet of freeboard.  Water discharges are 
monitored according to NPDES Permit requirements; pH adjustments are made at 
the spillway in the divider dike. 

The West Ash Pond is inactive and there currently are no operations related to ash 
disposal at this pond.  
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8.2 MAINTENANCE OF THE DAM AND PROJECT FACILITIES 

Maintenance of the dike embankments and outlet works of the ash ponds, and 
essential operating equipment, such as the piping (ash sluice lines), pumps, and 
other equipment (e.g., gates, valves, etc.), are performed, as determined by routine 
inspections performed by plant personnel.  Vegetation on the embankment slopes is 
scheduled to be mowed at least three times during the growing season.  Any woody 
vegetation is removed.  Erosion repairs are made and animal holes filled as needed.  
TVA’s written maintenance procedures are included in Appendix A, Doc 15.  TVA 
also follows written guidelines for repair of routine maintenance problems, such as 
gully and rill erosion repair, burrow repair, wave erosion repair, etc., as shown in 
Appendix A, Doc 16. 

8.3 ASSESSMENT OF MAINTENANCE AND METHODS OF OPERATIONS 

8.3.1 Adequacy of Operating Procedures 

Based on field observations and review of operations pertaining to CCR 
containment, operating procedures at the active East Ash Pond appear to 
be adequate. 

8.3.2 Adequacy of Maintenance 

Maintenance of the impounding embankments and outlet works of the 
active East Ash Pond appears to be adequate.  Maintenance of the inactive 
West Ash Pond currently appears to be adequate.  No major maintenance 
issues were noted from review of dike inspection reports.  Based on field 
observations, some minor maintenance is advised (see Subsection 1.2.5).   
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9.0 ADEQUACY OF SURVEILLANCE AND MONITORING PROGRAM 
 

9.1 SURVEILLANCE PROCEDURES 

TVA has a program of conducting, daily, weekly, monthly, quarterly, and annual 
inspections of the active East Ash Pond.  The inspections are documented with 
checklist forms and written reports.  Any deficiencies requiring correction or 
maintenance are reported and tracked.  The Seepage Action Plan previously 
mentioned is used to track seeps and determine the level of repair necessary.  Signs 
are in-place at pipe penetrations and known seeps to aid during inspections.  In 
summary: 

• Daily inspections are conducted by the on-site Contractor and by or under 
the supervision of the Field Supervisor and documented in a Daily Field 
Report and Ash Haul Operations Checklist.   

• The weekly inspections are carried out by the Field Supervisor and 
documented on a Weekly Facility Observation Form. 

• The monthly inspections are conducted by the Construction Manager and 
documented on a Monthly/Quarterly/Special Facility Inspection Form. 

• The quarterly inspections are performed by the Routine Handling 
Operations and Maintenance (RHOM) team led by the RHOM Manager and 
documented on the Monthly/Quarterly/Special Facility Inspection Form. 
Conditions requiring engineering recommendations are reported to Coal 
Combustion Products (CCP) Engineering or to a geotechnical engineer to 
provide recommendations for the repair. 

• Unscheduled inspections are also performed after special events such as 
heavy rainfall and earthquake and documented on the 
Monthly/Quarterly/Special Facility Inspection Form. 

• The annual inspections focus on structural integrity and are performed by a 
qualified geotechnical engineer (e.g., Stantec) under the responsibility of 
CCP Engineering.  The inspection includes both active ash ponds (e.g., East 
Ash Pond) and inactive ash ponds (e.g., West Ash Pond).  The annual 
inspection is documented in a written report.  Recommendations for any 
needed repairs or maintenance or needed studies are included in the annual 
report. 

TVA’s inspection and reporting program are included in Appendix A, Doc 15.   
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9.2 INSTRUMENTATION MONITORING 

Dam performance monitoring instrumentation includes 18 piezometers in place 
along the perimeter dike on most of the north side, east side (next to stilling pond), 
and south side of the stilling pond.  The piezometers had been installed in many of 
the test borings made by Stantec, which were located primarily on the crest, 
although two were located on the upper part of the inside slope of the north side 
dike, two were located at the outside toe of the north side dike, and five were 
located at the outside toe of the east side dike.  The locations of the piezometers are 
shown on the instrumentation plan included in Appendix A, Doc 06.  The 
piezometer water levels are typically measured monthly, although more frequent 
readings appear to have been taken in the first month or so after installation, during 
flooding events, and when the normal water level was lowered in the stilling pond.  
The piezometer water-level readings and elevations for the 2-year period of record 
from July 20, 2009 to July 25, 2011 are tabulated in Appendix A, Doc 17.  The 
piezometer water levels appear to have fluctuated up and down, depending on 
seasonal variations in rainfall and water levels in Lake McKellar, particularly in the 
piezometers in the outside toe areas. The two piezometers in the outside toe area of 
the north side dike were actually covered with water in May 2011 due to 
Mississippi River flooding and extremely elevated water level in Lake McKellar.  
Since lowering of the normal water level in the stilling pond there appears to have 
been a gradual trend of lowering water levels in the east side perimeter dike 
piezometers.  

Visual monitoring of seep areas is performed and documented in a Seepage Log.  
Any needed actions are taken according to the Seepage Action Plan. 

9.3 ASSESSMENT OF SURVEILLANCE AND MONITORING PROGRAM 

9.3.1 Adequacy of Inspection Program 

TVA’s inspection program for the ash pond dikes is appropriate and 
adequate.  No major safety issues were noted in any of the inspection 
reports or check forms reviewed (see discussion in Section 3.1).  

9.3.2 Adequacy of Instrumentation Monitoring Program 

The instrumentation monitoring program is adequate.  No problem or 
suspect condition, such as excessive settlement, major seepage, shear 
failure, or displacement was observed in the field that might be reason for 
installation of additional or different instrumentation.  In the absence of 
stability problems or major seepage issues, there is no need for additional 
performance monitoring instrumentation at this time.   
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Doc 01: Allen Fossil Plant Aerial Vicinity Map and 5-Mile Radius 
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Doc 02: East Ash Pond Aerial View – Santec Map 





 

 

 

 

 

 

 

Doc 03: West Ash Pond Aerial View – Santec Map 





 

 

 

 

 

 

 

Doc 04: Allen Fossil Plant – Long Term Disposal Plan 
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Doc 05: Allen Fossil Plant – Master Strategy 
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Doc 06: Boring Plan and Instrumentation Plan East Ash Pond 







 

 

 

 

 

 

 

Doc 07: Analysis Sections – North Perimeter Dike East Ash Pond 















 

 

 

 

 

 

 

Doc 08: Analysis Sections – East Perimeter Dike East Ash Pond 



















 

 

 

 

 

 

 

Doc 09: Remedial Improvement Plans East Stilling Pond – Selected Dwgs 













 

 

 

 

 

 

 

Doc 10: Stantec Phase 1 Report 



TVA Disposal Facility Assessment
Phase 1 Plant Summary
Allen Fossil Plant (ALF)

Location: Allen Fossil Plant (ALF) 

2574 Plant Road 

Memphis, Shelby County, TN 38109 

Latitude: 35.074 N Longitude: 90.149 W 

Plant Contact: Frank Dominioni 

System Engineer – Fossil Power Group 

Phone: (901) 789-8400 Email: FEDominioni@TVA.gov 

Facts and Figures: The Allen Fossil Plant has three coal-fired generating units and 20 
combustion turbines.  The plant construction began in 1956 and was 
completed in 1959. The plant consumes approximately 7,200 tons of 
coal per day and generates approximately 4.9-billion kilowatt-hours 
of electricity annually. The winter net dependable generating 
capacity is about 753 megawatts. It is located about 10 miles 
southwest of downtown Memphis, Tennessee just south of Lake 
McKellar which is directly connected to the Mississippi River. 

Coal Combustion 

Byproduct Disposal: 

Approximately 85,000 dry tons of fly ash is wet-sluiced to the East 
Ash Pond every year. The fly ash is then dredged, dewatered and 
transported to an off-site structural fill project. Approximately 
110,000 dry tons of boiler slag is wet-sluiced to the East Ash Pond 
every year. Approximately 90% of the boiler slag is reclaimed and 
marketed to outside companies. 
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TVA Disposal Facility Assessment
Phase 1 Plant Summary
Allen Fossil Plant (ALF)

Geology and Seismicity: The Allen Fossil Plant is located in the extreme southwestern corner 
of Tennessee just west of the city of Memphis.  The plant is situated 
on the south shore of Lake McKellar and the eastern bank of the 
Mississippi River.  Geologic mapping shows the site to be underlain 
by artificial fills and Quaternary age alluvial deposits.  The fill is 
noted to generally consist of alluvium dredged from the flood plain 
(or loess in select locations) and range in thickness from a few feet 
beneath residential areas to tens of feet beneath industrial areas in 
the floodplain of the river.  The alluvial materials are described as 
consisting of irregular lenses of fine sand, silt, and clay in the upper 
part, and of coarse sands, gravelly sands, and sandy gravels in the 
lower part.  The alluvium varies from about 45 to 90 feet in thickness 
adjacent to the loess bluffs along the eastern edge of the quadrangle 
to as much as 175 feet well out in the flood plain.  The mapping 
indicates the alluvium is underlain by the series of highly 
consolidated clays and dense sands comprising the Claiborne 
Group.

Evaluations of seismic hazards affecting western Tennessee, and 
thus the plant site, are dominated by events emanating from the 
New Madrid Seismic Zone (NMSZ) of the central Mississippi Valley.  
The NMSZ is the most active seismic zone east of the Rocky 
Mountains and the continuing seismicity of the zone is thought to be 
associated with the reactivation of faults within the Reelfoot Rift 
System.  Although the majority of the events emanating from this 
zone are too small to be felt at the surface, this zone produced a 
series of four earthquakes between December 1811 and early 
February 1812 each exhibiting estimated magnitudes on the order of 
7.0 to 8.0.  The “Geologic Hazards Map of Tennessee – 
Environmental Geology Series No. 5” developed and published by 
the Tennessee Department of Environment and Conservation 
(TDEC), Division of Geology and compiled by Robert Miller (1978) 
shows the plant to be located in Seismic Risk Zone 3.

Facilities Reviewed: East Ash Pond and Dredge Cell 
East Ash Stilling Pond 
West Ash Pond 



TVA Disposal Facility Assessment
Phase 1 Coal Combustion Product Disposal 

Facility Summary
Allen Fossil Plant (ALF)

East Ash Pond and Dredge Cell (EAP and EDC)

1. General Facility Information 

Facility

Status: Active

NID

Identification: TN15801

Surface Area

(inside dikes) 70 Acres 
Maximum Height

(toe to top of dike): 20 feet 

Free Water  

Volume: Unknown

Maximum Water

Storage: 140 Acre-feet 

Estimated CCB 

Storage: Varies Dike Length: 1000 feet 

Plant Discharge  

to Facility: 9.8 MGD 

Current Pool  

Elevation: 231 feet 

2. Site Visit Information 

Stantec Assessment Team: Rob Kirkbride, PE 

TVA Staff Present: Frank Dominioni 

Field Assessment Dates: February 17, 2009 

Weather/Site Conditions: 40 degrees F, cloudy, drizzle, moist ground 

3. History/Description of Usage 

History and Operation: This facility was originally commissioned in 1967 and 
expanded in 1978. Approximately 85,000 dry tons of fly 
ash is wet sluiced to the East Ash Pond annually. The fly 
ash is dredged, dewatered and transported to an off-site 
structural fill project. Approximately 110,000 dry tons of 
boiler slag is wet sluiced to the pond annually. 
Approximately 90% of the boiler slag is reclaimed and 
marketed to outside companies. Decant water is 
transferred into the Ash Stilling Pond through the 
concrete spillway structure in the southeast corner of the 
pond.

Past Failures/Releases: No failures or releases reported. 
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TVA Disposal Facility Assessment
Phase 1 Coal Combustion Product Disposal 

Facility Summary
Allen Fossil Plant (ALF)

East Ash Pond and Dredge Cell (EAP and EDC)

4. Owner's Operations, Maintenance and Inspection Information 

Emergency  Action Plan: No EAP has been prepared for this facility. 

Operations Manual: TVA maintains a By Products Operation Manual for the 
Allen Fossil Plant. 

TVA Maintenance: Exterior slopes are mowed as necessary to keep 
vegetation minimized. 

TVA Inspections: TVA Engineering performs dike inspections and prepares 
reports annually. Plant personnel make observations 
throughout the year on a random basis. 

Problems Previously 

Identified During Past TVA 

Inspections: 

Some erosion problems at the discharge end of the 
primary spillway structures that discharge into McKellar 
Lake.

5. Documents Reviewed 

See attached Document Log for complete list of documents provided by TVA for review.  
In particular, the following provided pertinent information for the assessment of this 
facility:

TVA Design Drawings: 10N226 R2, 10W208-1 R0,10W208-2 R0, 10W208-3 R0, 
10W214-3 R0, 10W225 R6, 10W234-1 R0,10W234-2 R0. 

TVA As-Built Drawings: No drawings identified as As-Built. 

TVA Construction

Testing Records: 

None available. 

TVA Annual 

Inspection Reports: 

TVA annual inspection reports from 1967 to 2008. 

Geotechnical Data: Limited data includes lab results, but difficult to tell 
specific locations of soil boring. (File: ALF MEMO TO 
GLBUCHANAN FROM GENE FARMER ON ALF ASH 
DISPOSAL AREA DIKES - SOIL INVESTIGATION.pdf) 
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TVA Disposal Facility Assessment
Phase 1 Coal Combustion Product Disposal 

Facility Summary
Allen Fossil Plant (ALF)

East Ash Pond and Dredge Cell (EAP and EDC)

6. Stantec Field Observations 

See attached Concerns/Photo Log, Photos, and Site Plan Drawing. 

6.1. Interior Slopes 

Vegetation: North - Dense phragmites. 
East - Dense phragmites. 
West - Dense phragmites. 
South - Dense phragmites; Portion where dredging 
operations have removed all vegetation. 

Trees: None observed. 

Wave Wash Protection: None observed. 

Erosion: Difficult to observe. Numerous minor erosion channels. 

Instabilities: Difficult to observe. 

Animal Burrows: Difficult to observe. 

Freeboard: Measured: 6 feet 
Design: Unknown

Encroachments: East dredge cell in west portion. 

Slope: Measured: 2H:1V to 3H:1V 
Design: 2H:1V to 3H:1V 

6.2. Crest 

Crest Cover and Slope: North - Gravel.  Relatively level. 
South - Paved road and grass covered.  Relatively level. 
East (divider dike) - Boiler slag with some vegetation.  
Relatively level. 
West - Boiler slag with some vegetation.  Relatively level. 

Erosion: Minor erosion observed. 

Alignment: Appears uniform. 

Settlement/Cracking: Very little. Some minor (less than 2 inch) low spots. 
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TVA Disposal Facility Assessment
Phase 1 Coal Combustion Product Disposal 

Facility Summary
Allen Fossil Plant (ALF)

East Ash Pond and Dredge Cell (EAP and EDC)

Bare Spots/Rutting: North - Some minor rutting in gravel. 
South - Paved road and grass covered with some rutting. 
East (divider dike) - Mostly bare with rutting. 
West - Mostly bare. 

Width: Measured: North - 30 to 40 feet
South - 100 feet + 
East (divider dike) - 22 to 25 feet 
West - 50 feet + 

Design: North - Unknown (USCOE Levee) 
South - Unknown (USCOE Levee) 
East (divider dike) - 16 feet 
West - Unknown 

6.3. Exterior Slopes 

Vegetation: North - Good grass cover 
South - Good grass cover 
East (divider dike) - Mostly phragmites 
West - Mostly phragmites 

Trees: North - Trees at the toe 
South - None 
East (divider dike) - None 
West - None 

Erosion: No significant erosion observed. 

Instabilities: None observed. 

Uniform Appearance: Yes.

Seepage: None observed. 

Benches: None.

Foundations, Drains, Relief 

Wells, Instrumentation: 

None observed 

Animal Burrows: None observed. 
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TVA Disposal Facility Assessment
Phase 1 Coal Combustion Product Disposal 

Facility Summary
Allen Fossil Plant (ALF)

East Ash Pond and Dredge Cell (EAP and EDC)

Slope: Measured: North - 4H:1V 
South - 4H:1V 
East (divider dike) - 2H:1V 
West - varies due to dredge cell 

Design: North - Unknown (USACE Levee) 
South - Unknown (USACE Levee) 
East (divider dike) - 2H:1V 
West - Unknown 

Height: Measured: North - 20 feet 
South - 20 feet 
East (divider dike) - Could not be observed. 
West - varies due to dredge cell 

Design: North - Unknown (USACE Levee) 
South - Unknown (USACE Levee) 
East (divider dike) - Unknown 
West - Unknown 

6.4. Spillway Weirs/Riser Inlets 

Number: 1

Size, Type and Material: Concrete outlet structure that transfers flow from the ash 
pond to the stilling pond. Flow is controlled using stop 
logs. The pool level was approximately 2 to 3 feet below 
the top of the stop logs. 

Height of Riser Inlets: Unknown.

Access: Accessible from divider berm. 

Joints: Concrete joints have some deterioration. Could not 
evaluate stop logs because pool levels on both sides 
were equal. 

Mis-Alignment: None observed 

Closed/Abandoned Conduits: None known. 
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TVA Disposal Facility Assessment
Phase 1 Coal Combustion Product Disposal 

Facility Summary
Allen Fossil Plant (ALF)

East Ash Pond and Dredge Cell (EAP and EDC)

6.5. Outlet Pipes 

Number: N/A - Concrete spillway structure, see info above. 

Size, Type and Material: N/A

Headwall: N/A

Joint Separations: N/A

Mis-Alignment: N/A

Closed/Abandoned Conduits: N/A

7. Notable Observations and Concerns 

 There is an active 30-inch public ductile iron sanitary sewer force main pipeline that 
connects into a 42-inch RCP sanitary sewer that runs north and south across the 
Ash Pond and Dredge Cell.  The approximate top of the 30-inch pipe is at elevation 
217.5 and the high point of the 42-inch pipe is at elevation 218.5.  TVA drawing 
10W208-1 R0 is a plan view showing the pipe locations.  Drawing 10W208-3 R0 
shows details of the manhole at the connection of the 30-inch pipe to the 42-inch 
pipe.  TVA has an agreement with the City of Memphis to restrict the maximum 
elevation height of the East Dredge Cell southern dike to 239 feet.  Drawing 
10W208-3 R0 shows a low dredging elevation of 226 in the area of the pipes, which 
is approximately 7.5 to 8.5 feet from the top of the pipes. 

 There is an inactive 60-inch public sanitary sewer pipeline that runs east and west 
across the Ash Pond and Dredge Cell.  Two of the manholes are located within the 
Ash Pond.  The approximate top of the pipe is at elevation 221 based on drawing 
10W208-1 R0.  Top elevation of the fly ash is highly variable so the actual depth of 
material over the pipe is unknown.  Notes on the drawings require no dredging be 
performed within a 50 foot radius of the manholes. 

 There are two 161KV electric transmission towers within the Ash Pond and one 
adjacent to the Ash Pond.  Drawing 10W208-1 R0 shows the locations. Notes on the 
drawings require no dredging be performed within 100 feet of the tower base. 

 Erosion is occurring on the interior slope along the south dike.  This is considered a 
secondary issue since the crest width at this location is greater than 100 feet. 

 The east slope (divider berm) has steep (approximately 2H:1V) slopes with some 
erosion.



\\us1243-f01\workgroup\1714\active\171468118\clerical\report\rpt_003_171468118\draft_2_p1_summary_by_state_20090608\tennessee\originals\appndx_b_alf\sum_002_alf_eap_edc_171468118.docPage 7 of 7 

TVA Disposal Facility Assessment
Phase 1 Coal Combustion Product Disposal 

Facility Summary
Allen Fossil Plant (ALF)

East Ash Pond and Dredge Cell (EAP and EDC)

 There is a seep near the fuel unloader on the bank of McKellar Lake below the 
USACE Mississippi River Levee and approximately 300 feet from the NW corner of 
the East Ash Pond.  The source of the seep is unknown but suspected to be process 
water.

8. Recommendations 

8.1. Phase 2 Engineering and Programmatic Recommendations 

 Evaluate the active and inactive sanitary sewer force mains and determine if 
rerouting or other measures are feasible or warranted. 

 Evaluate current operating procedures for working around the existing electric 
transmission lines including factor of safety for stability. 

 Based on the limited as-built drawings available, it is recommended that a program 
be established to develop current conditions / as-built drawings to record future 
modifications to this facility.  Construction records should also be included as part of 
this program to record and quantify construction means, methods and results. 

 Due to the limited construction monuments at this facility, it is recommended that 
additional surveyed construction monuments be established at selected locations. 
These monuments should be surveyed annually as a minimum. 

 Based on the findings of Phase 2 and designs from Phase 3, if performed, Stantec 
recommends that the existing O & M Manual be reviewed and updated.  These 
updates may include sections on routine monitoring and facility maintenance. 

8.2. Maintenance Recommendations 

 Cut and maintain heavy/tall vegetation on interior slopes. 

 Repair erosion areas where noted and provide rip-rap as necessary. 

 Repair / regrade animal paths and burrows and provide seeding and mulching to 
establish a vegetative cover. Continue to monitor on a regular basis. 



TVA Disposal Facility Assessment
Phase 1 Coal Combustion Product Disposal 

Facility Summary
Allen Fossil Plant (ALF)

East Ash Stilling Pond (EASP)

1. General Facility Information 

Facility

Status: Active

NID

Identification: TN15801

Surface Area

(inside dikes) 10 Acres 
Maximum Height

(toe to top of dike): 20 feet 

Free Water  

Volume: 150 Acre-feet 

Maximum Water

Storage: 200 Acre-feet 

Estimated CCB 

Storage: Unknown Dike Length: 200 feet 

Plant Discharge  

to Facility: 9.8 MGD 

Current Pool  

Elevation: 231 feet 

2. Site Visit Information 

Stantec Assessment Team: Rob Kirkbride, PE 

TVA Staff Present: Frank Dominioni 

Field Assessment Dates: February 17, 2009 

Weather/Site Conditions: 40 degrees F, cloudy, drizzle, moist ground 

3. History/Description of Usage 

History and Operation: This facility was part of the Ash Pond expansion in 1978. 
Decant water is transferred from the Ash Pond into the 
Stilling Pond through the concrete spillway structure in 
the southwest corner of the pond. There are two primary 
outlet spillways presumably made of RCP risers and 
outlet pipes discharge flow into McKellar Lake. Two 
emergency outlet spillways also presumably consisting of 
RCP risers and outlet pipes discharge flow through the 
east dike and eventually into Horn Lake. The emergency 
spillways are only used when the pool level in McKellar 
Lake is too high to discharge. 

Past Failures/Releases: No failures or releases reported. 
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TVA Disposal Facility Assessment
Phase 1 Coal Combustion Product Disposal 

Facility Summary
Allen Fossil Plant (ALF)

East Ash Stilling Pond (EASP)

4. Owner's Operations, Maintenance and Inspection Information 

Emergency  Action Plan: No EAP has been prepared for this facility. 

Operations Manual: TVA maintains a By Products Operation Manual for the 
Allen Fossil Plant. 

TVA Maintenance: Exterior slopes are mowed as necessary to keep 
vegetation minimized. 

TVA Inspections: TVA Engineering performs dike inspections and prepares 
reports annually. Plant personnel make observations 
throughout the year on a random basis. 

Problems Previously 

Identified During Past TVA 

Inspections: 

Concerns of damaging the existing sanitary sewer line 
(abandoned) that is below the pond, erosion, rutting and 
debris blocking the emergency spillway outlets. 

5. Documents Reviewed 

See attached Document Log for complete list of documents provided by TVA for review.  
In particular, the following provided pertinent information for the assessment of this 
facility:

TVA Design Drawings: 10N226 R2, 10N227 R1, 10N228 R1, 10N229-1 R0, 
10N229-2 R0, 10W208-1 R0, 10W208-7 R0, 10W211 R0, 
10W225 R6, 10W234-1 R0, 10W234-2 R0. 

TVA As-Built Drawings: No drawings identified as As-Built. 

TVA Construction

Testing Records: 

None available. 

TVA Annual 

Inspection Reports: 

TVA annual inspection reports from 1967 to 2008. 

Geotechnical Data: Limited data includes lab results, but difficult to tell 
specific locations of soil borings.  (File: ALF MEMO TO 
GLBUCHANAN FROM GENE FARMER ON ALF ASH 
DISPOSAL AREA DIKES - SOIL INVESTIGATION.pdf) 
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TVA Disposal Facility Assessment
Phase 1 Coal Combustion Product Disposal 

Facility Summary
Allen Fossil Plant (ALF)

East Ash Stilling Pond (EASP)

6. Stantec Field Observations 

See attached Concerns/Photo Log, Photos, and Site Plan Drawing. 

6.1. Interior Slopes 

Vegetation: All slopes have dense phragmites at lower portion of 
slope. North, south and east slopes have adequate grass 
ground cover that has been mowed. The west slope 
(divider berm) is primarily bare boiler slag. 

Trees: None.

Wave Wash Protection: None.

Erosion: Some wave erosion occurring on all slopes. Most is 
minor, but east slope is more significant with scarp 
heights of 1 to 2 feet. 

Instabilities: Only wave erosion observed. 

Animal Burrows: No burrows, but did observe animal path from the crest to 
the water surface (15 feet long and 1 foot wide). This path 
matches the path along crest and down the exterior 
slope.

Freeboard: Measured: 6 feet 
Design: Unknown

Encroachments: None

Slope: Measured: North - 4H:1V 
East - 3H:1V 
West (divider berm) - 2H:1V to 3H:1V 
South - 3H:1V 

Design: 3H:1V

6.2. Crest 

Crest Cover and Slope: North, South and East - Grass covered with no slope. 
West - Mostly bare boiler slag with no slope. 
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Facility Summary
Allen Fossil Plant (ALF)

East Ash Stilling Pond (EASP)

Erosion: Primary erosion is on the access ramp located in the 
southeast corner of the pond.  The erosion is 12 to 16 
inches wide and approximately 30 feet long.  The water 
drains down the ramp and into an adjacent swale which 
has also eroded. 

Alignment: Appears uniform. 

Settlement/Cracking: No significant settlement/cracking observed. 

Bare Spots/Rutting: The majority of the west (divider dike) and the access 
ramp is bare. Minor rutting on all dikes. 

Width: Measured: North - 30 to 35 feet 
East - 12 to 15 feet 
West (divider berm) - 22 to 25 feet 
South - 20 feet + 

Design: North - Unknown (USCOE Levee) 
South - Unknown (USCOE Levee) 
East - 16 feet 
West (divider dike) - Unknown 

6.3. Exterior Slopes 

Vegetation: North - Good grass cover 
South - Good grass cover 
East - Good grass cover. Some phragmites at the toe and 
5 to 10 feet up the slope. 
West (divider dike) - Mostly phragmites 

Trees: None.

Erosion: No significant erosion observed. 

Instabilities: None observed. 

Uniform Appearance: Yes.

Seepage: None observed. The toe of the east dike was not 
observable due to ponding water. 

Benches: None.

Foundations, Drains, Relief 

Wells, Instrumentation: 

None.
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Facility Summary
Allen Fossil Plant (ALF)

East Ash Stilling Pond (EASP)

Animal Burrows: Numerous small (less than 2 inches) animal burrows 
throughout the east dike. 

Slope: Measured: North - 4H:1V 
South - 4H:1V 
East - 3H:1V 
West (divider dike) - 2H:1V 

Design: North - Unknown (USACE Levee) 
South - Unknown (USACE Levee) 
East - 3H:1V 
West (divider dike) - 2H:1V 

Height: Measured: North - 20 feet 
South - 20 feet 
East - 20 to 25 feet 
West (divider dike) - Unknown 

Design: North - Unknown (USACE Levee) 
South - Unknown (USACE Levee) 
East - 20 to 25 feet 
West (divider dike) - Unknown 

6.4. Spillway Weirs/Riser Inlets 

Number: 4

Size, Type and Material: The four decant structures are constructed using stacked 
48 inch diameter RCP risers.  The two primary structures 
outlet into McKellar Lake via a 36 inch diameter RCP pipe 
and the secondary (emergency) structures have the 
same design and outlet downstream of the east dike and 
flow to the south in a stream channel which outlets into 
Horn Lake.  The base/foundation is designed to be 
concrete.

Height of Riser Inlets: Approximately 20 feet. 

Access: There is no direct access to the spillways, but there is an 
adjacent catwalk that provides a partial view. 

Joints: Could not be observed. 

Mis-Alignment: None observed. 

Closed/Abandoned Conduits: None.
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Facility Summary
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East Ash Stilling Pond (EASP)

6.5. Outlet Pipes 

Number: 4

Size, Type and Material: The four outlet pipes are 36 inch diameter RCP. 

Headwall: The two primary outlets have a headwall with sluice gate 
controlled openings to prevent backflow of water during 
flood events. The two emergency outlets discharge into a 
drainage channel and do not have headwalls. 

Joint Separations: Could not be observed. 

Mis-Alignment: None observed. 

Closed/Abandoned Conduits: None.

7. Notable Observations and Concerns 

 The Outlet Structure that transfers flow from the Ash Pond into the Stilling Pond 
includes stop logs to control pool level. The top of the stop logs are approximately 2 
to 3 feet below the crest of the divider berm. The pool levels at the time of the site 
visit were at nearly the same elevation even though the stop logs were well above 
the pool level. It is likely that flow is seeping through the divider berm keeping the 
pool levels at a similar elevation. This structure should be evaluated to determine if 
there are potential overtopping concerns. See Photo EASP-2. 

 The four decant structures are possibly constructed using stacked RCP risers. The 
two primary structures outlet into McKellar Lake and the secondary (emergency) 
structures outlet downstream of the east dike and flow to the south in a stream 
channel which outlets into Horn Lake. The two secondary outlets at the toe of the 
east dike are partially submerged (see Photo EASP-6). Erosion has occurred at the 
primary decant structure outlet where the concrete channel flows into McKellar Lake 
(see Photos EASP-7 and EASP-8). 

 There is an inactive 60-inch public sanitary sewer pipeline that runs east and west 
across the Ash Pond and Dredge Cell. Two of the manholes are located within the 
Ash Pond. The approximate top of the pipe is at elevation 221 based on drawing 
10W208-1 R0.  Top elevation of the fly ash is highly variable so the actual depth of 
material over the pipe is unknown. Notes on the drawings require no dredging be 
performed within a 50 foot radius of the manholes. 

 Water is ponding at the toe of the exterior slope of the east dike making it difficult to 
evaluate if there is any seepage occurring (see Photo EASP-5). 
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Facility Summary
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East Ash Stilling Pond (EASP)

 Tall vegetation has grown up along the lower portion of the exterior slope of the east 
dike (see Photo EASP-5). 

 Animal paths and small (12 inch) animal burrows were present on the exterior slope 
of the east dike (see Photo EASP-4). 

 The west slope (divider berm) has steep slopes (approximately 2H:1V) with some 
erosion.

 Wave erosion has occurred along the internal slope of the east dike. The height of 
the erosion varies from 6 inches up to 2 feet. 

 Erosion has occurred on the crest ramp in the southeast corner of the pond (see 
Photo EASP-3). 

8. Recommendations 

8.1. Phase 2 Engineering and Programmatic Recommendations 

 Evaluate existing topography and drainage conditions at the toe of the east dike at 
the East Ash Stilling Pond. A hydraulic and hydrologic analysis should be performed 
to determine if positive drainage is being provided away from the east dike. 

 Evaluate the active and inactive sanitary sewer force mains and determine if 
rerouting and/or abandonment is necessary. 

 Evaluate the Inlet / Outlet Structure (within the divider berm) that transfers flow from 
the East Ash Pond to the East Ash Stilling Pond. A hydraulic and hydrologic analysis 
should be performed to determine suitability and operation procedures. 

 Evaluate the decant structures at the East Ash Stilling Pond for suitability and 
condition.

 Evaluate current operating procedures for working around the existing electric 
transmission lines including factor of safety for stability. 

 Based on the limited as-built drawings available, it is recommended that a program 
be established to develop current conditions / as-built drawings to record future 
modifications to this facility.  Construction records should also be included as part of 
this program to record and quantify construction means, methods and results. 

 Due to the limited construction monuments at this facility, it is recommended that 
additional surveyed construction monuments be established at selected locations. 
These monuments should be surveyed annually as a minimum. 
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Facility Summary
Allen Fossil Plant (ALF)

East Ash Stilling Pond (EASP)

 Based on observations made during the site visits and review of the documents 
provided, it is recommended that a hydraulic and hydrologic analysis be performed 
for this facility. This facility has significant flow concentrations and is critical to 
operation of the plant. 

 Based on the findings of Phase 2 and designs from Phase 3, if performed, Stantec 
recommends that the existing O&M Manual be reviewed and updated.  These 
updates may include sections on routine monitoring and facility maintenance. 

8.2. Maintenance Recommendations 

 Cut and maintain heavy/tall vegetation on interior slopes. 

 Remove trees and brush from the exterior slope of the east dike. 

 Repair erosion areas where noted and provide rip-rap as necessary. 

 Repair / regrade animal paths and burrows and provide seeding and mulching to 
establish a vegetative cover. Continue to monitor on a regular basis. 
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Phase 1 Coal Combustion Product Disposal 

Facility Summary
Allen Fossil Plant (ALF)

West Ash Pond (WAP)

1. General Facility Information 

Facility

Status: Inactive

NID

Identification: Not Available 

Surface Area

(inside dikes) 23 Acres 
Maximum Height

(toe to top of dike): 28 feet 

Free Water  

Volume: 0

Maximum Water

Storage: 600 Acre-feet 

Estimated CCB 

Storage: 0 Dike Length: 1200 feet 

Plant Discharge  

to Facility: 0

Current Pool  

Elevation: n/a - Empty 

2. Site Visit Information 

Stantec Assessment Team: Rob Kirkbride, PE 

TVA Staff Present: Frank Dominioni 

Field Assessment Dates: February 17, 2009 

Weather/Site Conditions: 40 degrees F, cloudy, drizzle, moist ground 

3. History/Description of Usage 

History and Operation: This area was the original location of the fly ash pond. 
Sluiced fly ash was discontinued in 1978 until May 1991 
when it was reactivated. Prior to resuming sluicing to this 
area, approximately 173,000 cubic yards of ash was 
hauled from it and used for fill material in the Corp of 
Engineers levee. Sluicing was again discontinued in 
October 1992 and the pond water was pumped out. The 
area has been inactive since. 

Past Failures/Releases: No failures or releases reported. 
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Facility Summary
Allen Fossil Plant (ALF)

West Ash Pond (WAP)

4. Owner's Operations, Maintenance and Inspection Information 

Emergency  Action Plan: No EAP has been prepared for this facility. 

Operations Manual: No Operations Manual has been prepared for this facility. 

TVA Maintenance: Exterior slopes are mowed as necessary to keep 
vegetation minimized. 

TVA Inspections: TVA Engineering performs dike inspections and prepares 
reports annually. Plant personnel make observations 
throughout the year on a random basis. 

Problems Previously 

Identified During Past TVA 

Inspections: 

Prior to inactivating this area in 1992, seepage problems 
with the spillway structure were noted. Additional 
concerns included trees and dense brush cover on most 
of the exterior slopes. 

5. Documents Reviewed 

See attached Document Log for complete list of documents provided by TVA for review.  
In particular, the following provided pertinent information for the assessment of this 
facility:

TVA Design Drawings: 10N223 R2, 10N224 R1 

TVA As-Built Drawings: No drawings identified as As-Built. 

TVA Construction

Testing Records: 

None available. 

TVA Annual 

Inspection Reports: 

TVA annual inspection reports from 1967 to 2008. 

Geotechnical Data: Limited data includes lab results, but difficult to tell 
specific locations of soil borings.  (File: ALF MEMO TO 
GLBUCHANAN FROM GENE FARMER ON ALF ASH 
DISPOSAL AREA DIKES - SOIL INVESTIGATION.pdf) 
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Facility Summary
Allen Fossil Plant (ALF)

West Ash Pond (WAP)

6. Stantec Field Observations 

See attached Concerns/Photo Log, Photos, and Site Plan Drawing. 

6.1. Interior Slopes 

Vegetation: Dense vegetation at the toe of all slopes. 

Trees: Dense trees at the toe of all slopes. 

Wave Wash Protection: None.

Erosion: No significant erosion observed. 

Instabilities: None observed. 

Animal Burrows: None observed. 

Freeboard: Measured: N/A - pond is empty 
Design: Unknown

Encroachments: The Chemical Pond was constructed inside the northeast 
corner of the pond. Approximately 25% of the pond was 
filled in to create a staging area for Reed Minerals. 

Slope: Measured: North, East and West - 3H:1V 
South - 4H:1V (USACE Levee) 

Design: North, East and West - 3H:1V 
South - Unknown (USACE Levee) 

6.2. Crest 

Crest Cover and Slope: North - Grass cover with no slope. 
South - Gravel road with no slope. 
East - Gravel with no slope. 
West - Grass cover with no slope. 

Erosion: Minor erosion on all crests. 

Alignment: North and East are somewhat irregular. 
South and West appear uniform. 

Settlement/Cracking: No significant settlement or cracking observed. 

Bare Spots/Rutting: Several minor bare spots on all dikes. Consistent rutting 
along the crest (up to 6 inches deep). 
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Width: Measured: North - 18 to 20 feet 
South - 50 feet + (USACE Levee) 
East - 30 feet + 
West - 18 to 20 feet 

Design: North - 16 feet 
South - Unknown (USACE Levee) 
East - Unknown 
West - 16 feet 

6.3. Exterior Slopes 

Vegetation: North - Dense brush and vegetation. 
South - N/A 
East - N/A 
West - Dense brush and vegetation. 

Trees: North - Very dense trees covering entire slope. 
South - N/A 
East - N/A 
West - Some trees near the toe and sporadically on 
slope.

Erosion: North - Not visible to observe. 
South - N/A 
East - N/A 
West - Difficult to observe. None noted. 

Instabilities: North - Not visible to observe. 
South - N/A 
East - N/A 
West - Difficult to observe. None noted. 

Uniform Appearance: North - Not visible to observe. 
South - N/A 
East - N/A 
West - Difficult to observe. None noted. 

Seepage: North - Not visible to observe. 
South - N/A 
East - N/A 
West - Difficult to observe. None noted. 
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Benches: North - Not visible to observe. 
South - N/A 
East - N/A 
West - Difficult to observe. None noted. 

Foundations, Drains, Relief 

Wells, Instrumentation: 

North - Not visible to observe. 
South - N/A 
East - N/A 
West - Difficult to observe. None noted. 

Animal Burrows: North - Not visible to observe. 
South - N/A 
East - N/A 
West - Difficult to observe. None noted. 

Slope: Measured: North - Not visible to observe. 
South - N/A 
East - N/A 
West - Difficult to observe. Estimate 3H:1V. 

Design: North - Unknown 
South - N/A 
East - N/A 
West - 3H:1V 

Height: Measured: North - Not visible to observe. 
South - N/A 
East - N/A 
West - 10 to 15 feet 

Design: North - Unknown 
South - N/A 
East - N/A 
West - 10 to 15 feet 

6.4. Spillway Weirs/Riser Inlets 

Number: 1 (abandoned) 

Size, Type and Material: The decant structure is constructed using stacked 48 inch 
diameter RCP risers that outlet through the west dike into 
McKellar Lake via a 36 inch diameter RCP pipe and 
channel. The base/foundation is designed to be concrete. 

Height of Riser Inlets: Approximately 15 feet. 
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Access: The pond is empty so access to the spillway is difficult 
due to the dense vegetation. 

Joints: Could not be observed. 

Mis-Alignment: No significant mis-alignment was observed on the 
exposed portion of the spillway. 

Closed/Abandoned Conduits: Unknown, however design drawing 10N223 R2 shows 
two pipes that were to be removed prior to construction of 
the west dike. Their status is unknown. 

6.5. Outlet Pipes 

Number: 1

Size, Type and Material: Unable to access outlet. 

Headwall: Unknown.

Joint Separations: Unknown.

Mis-Alignment: Unknown.

Closed/Abandoned Conduits: Unknown.

7. Notable Observations and Concerns 

 This structure is inactive and appears to be empty. See Photo WAP-1. 

 Original Decant Structure should be evaluated to determine if operation of the pond 
relies on this structure for storm water hydraulic and hydrologic capacity. No ponding 
water was observed within the pond during the site visit so the drainage may be 
adequate. See Photo WAP-1. 

 Trees and dense vegetation are growing on the pond interior which is approximately 
10 feet below the crest of the dikes (See Photo WAP-2). 

 Trees and dense vegetation are growing on the exterior slope of the north dike (See 
Photo WAP-3). 
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8. Recommendations 

8.1. Phase 2 Engineering and Programmatic Recommendations 

 Based on the limited as-built drawings available, it is recommended that a program 
be established to develop current conditions / as-built drawings to record future 
modifications to this facility.  Construction records should also be included as part of 
this program to record and quantify construction means, methods and results. 

 Although this facility is inactive, based on observations made during the site visits 
and review of the documents provided, it is recommended that a hydraulic and 
hydrologic analysis be performed for this facility to evaluate the storm water inflow 
and determine the suitability of the outlet structure to pass the design storm. 

 It is recommended that a facility specific Operations & Maintenance Plan be 
developed to provide means and methods of operating this facility efficiently and 
identifying the maintenance necessary to allow for proper evaluations. 

8.2. Maintenance Recommendations 

 Cut and maintain heavy/tall vegetation on interior and exterior slopes to allow better 
observation.

 Remove trees and brush from the interior and exterior slopes. 



TVA Disposal Facility Assessment
Phase 1 Coal Combustion Product Disposal Facility Summary

Allen Fossil Plant (ALF)
East Ash Pond and Dredge Cell

Photos, Concerns/Photo Log

Drawing Mark EAP-1 
Erosion is occurring on the interior slope 
along the south dike looking west. 

Drawing Mark EAP-2 Outlet Structure operated using stop logs. 
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Allen Fossil Plant (ALF)
East Ash Pond and Dredge Cell

Photos, Concerns/Photo Log

Drawing Mark EAP-3 Fly Ash influent pipes at northwest corner. 

Drawing Mark EAP-4 Dredge Cell interior drainage looking south. 
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Allen Fossil Plant (ALF)
East Ash Pond and Dredge Cell

Photos, Concerns/Photo Log 

Concerns/Photo Log 

Drawing Mark Comments Photo/GPS ID 

EAP-1
Erosion is occurring on the 
interior slope along the south 
dike looking west. 

IMG_1373

EAP-2
Outlet structure operated using 
stop logs. 

IMG_1327

EAP-3
Fly ash influent pipes at 
northwest corner. 

IMG_1383

EAP-4
Dredge Cell interior drainage 
looking south. 

IMG_1391
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Allen Fossil Plant (ALF)
East Ash Stilling Pond (EASP)

Photos, Concerns/Photo Log

Drawing Mark EASP-1 
Overview of pond showing railroad to the 
south.

Drawing Mark EASP-2 Concrete inlet structure with stop logs. 
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Allen Fossil Plant (ALF)
East Ash Stilling Pond (EASP)

Photos, Concerns/Photo Log

Drawing Mark EASP-3 
Access ramp to crest on southeast corner 
of pond. Note the erosion on the ramp. 

Drawing Mark EASP-4 
Eastern embankment has animal paths 
extending from toe of exterior slope to 
water surface of interior slope. 
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Allen Fossil Plant (ALF)
East Ash Stilling Pond (EASP)

Photos, Concerns/Photo Log

Drawing Mark EASP-5  

Eastern embankment showing ponding 
water and thick vegetation at the toe. 
Portions of the slope had small (1 to 2 inch 
diameter) animal burrow holes. 

Drawing Mark EASP-6 
Decant structure outlets to Horn Lake. 
Note partially submerged outlet pipes. 
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Allen Fossil Plant (ALF)
East Ash Stilling Pond (EASP)

Photos, Concerns/Photo Log

Drawing Mark EASP-7 
Decant structure outlet into McKellar Lake 
has erosion occurring. 

Drawing Mark EASP-8 Decant structure outlets to McKellar Lake. 

\\us1243-f01\workgroup\1714\active\171468118\clerical\report\rpt_003_171468118\draft_2_p1_summary_by_state_20090608\tennessee\originals\appndx_b_alf\sum_006_alf_pic_easp_171468118.doc d 



TVA Disposal Facility Assessment
Phase 1 Coal Combustion Product Disposal Facility Summary

Allen Fossil Plant (ALF)
East Ash Stilling Pond (EASP)

Photos, Concerns/Photo Log

Drawing Mark EASP-9 Decant structure inlets with skimmers. 

Drawing Mark EASP-10 Interior slope wave erosion. 
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TVA Disposal Facility Assessment
Phase 1 Coal Combustion Product Disposal Facility Summary

Allen Fossil Plant (ALF)
East Ash Stilling Pond (EASP)

Photos, Concerns/Photo Log 

Concerns/Photo Log 

Drawing Mark Comments Photo/GPS ID 

EASP-1
Overview of pond showing 
railroad to the south. 

IMG_1321

EASP-2
Concrete inlet structure with 
stop logs. 

IMG_1327

EASP-3
Access ramp to crest on 
southeast corner of pond. Note 
the erosion on the ramp. 

IMG_1329

EASP-4

Eastern embankment has 
animal paths extending from 
toe of exterior slope to water 
surface of interior slope. 

IMG_1334

EASP-5

Eastern embankment showing 
ponding water and thick 
vegetation at the toe. Portions 
of the slope had small (1 to 2 
inch diameter) animal burrow 

IMG_1335

EASP-6
Decant structure outlets to 
Horn Lake. Note partially 
submerged outlet pipes. 

IMG_1338

EASP-7
Decant structure outlet into 
McKellar Lake has erosion 
occurring.

IMG_1346

EASP-8
Decant structure outlets to 
McKellar Lake 

IMG_1347

EASP-9
Decant structure inlets with 
skimmers. 

IMG_1348

EASP-10
Interior slope wave erosion. 

IMG_1358
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TVA Disposal Facility Assessment
Phase 1 Coal Combustion Product Disposal Facility Summary

Allen Fossil Plant (ALF)
West Ash Pond

Photos, Concerns/Photo Log

Drawing Mark WAP-1 
Interior of Ash Pond mainly empty and 
covered with trees and dense vegetation. 

Drawing Mark WAP-2 
Dense trees and vegetation are growing on 
the interior of the pond. 

\\us1243-f01\workgroup\1714\active\171468118\clerical\report\rpt_003_171468118\draft_2_p1_summary_by_state_20090608\tennessee\originals\appndx_b_alf\sum_007_alf_pic_wap_171468118.doc a 



TVA Disposal Facility Assessment
Phase 1 Coal Combustion Product Disposal Facility Summary

Allen Fossil Plant (ALF)
West Ash Pond

Photos, Concerns/Photo Log

Drawing Mark WAP-3 
Dense trees and vegetation are growing on 
the exterior slope of the north dike. 

Drawing Mark WAP-4 
Abandoned decant structure on west end of 
pond. Deteriorated and surrounded by heavy 
vegetation.
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TVA Disposal Facility Assessment
Phase 1 Coal Combustion Product Disposal Facility Summary

Allen Fossil Plant (ALF)
West Ash Pond

Photos, Concerns/Photo Log 

Concerns/Photo Log 

Drawing Mark Comments Photo/GPS ID 

WAP-1
Interior of Ash Pond mainly 
empty and covered with trees 
and dense vegetation. 

IMG_1401

WAP-2
Dense trees and vegetation 
are growing on the interior of 
the pond. 

IMG_1399

WAP-3
Dense trees and vegetation 
are growing on the exterior 
slope of the north dike. 

IMG_1408

WAP-4

Abandoned decant structure 
on west end of pond. 
Deteriorated and surrounded 
by heavy vegetation. 

IMG_1404
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Doc 11: Typical Quarterly, Monthly, Daily Inspection and Field Reports 









































 

 

 

 

 

 

 

Doc 12: Sewer Force Main Temporary Bypass Plan - Selected Dwgs 







 

 

 

 

 

 

 

Doc 13: Stantec Hydrologic and Hydraulic Analysis Report - East Ash Pond 
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Doc 14: Pseudo-Static Slope Stability Analysis Summary - East Ash Pond 
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1.0 PURPOSE 

The purpose of this document is to define the procedures for handling production ash at 
Kingston Fossil Plant (KIF).  This document defines the roles and responsibilities of all 
parties, active permits, operational requirements, required documentation, and general 
procedures for the daily operations of the Ballfield Interim Ash Staging Area and the 
Peninsula Site at KIF. 

2.0 OPERATIONS 
 

Operations at ALF consist of sluicing material the East Ash Pond. Material is excavated 
and hauled to the Pidgeon Industrial offsite landfill where it is used as structural fill. The 
operations are described in more detail below. 

2.1 Dredge Cell 

Fly ash and boiler slag are wet sluiced to a rim ditch in either the East Dredge Cell 
(EDC) or West “Mini” Dredge Cell (WDC). The CCP material is then excavated from the 
rim ditch using a long reach excavator where it is stockpiled in rows and allowed to 
dewater. Once a sufficient amount of material has dewatered, it is loaded into dump 
trucks and hauled to the offsite landfill. Hauling operations are discontinued during 
inclement weather when ash is unable to dewater to a suitable moisture content for 
hauling and placing. Specific operations are determined by the contractor. The current 
contractor, Trans-Ash, developed an operations plan for the east disposal area which is 
included under Section 1101 – Operations Plans. 

2.2 Offsite Hauling 

Material that has been excavated and allowed to dewater is loaded into trucks suitable 
for on-road travel and transported to the offsite structural fill location. The haul route is 
shown on the Trans-Ash 2011 operations plan included in Section 1101.  

All posted speed limits are to be observed and are strictly enforced. This includes a 
speed limit of 20 MPH on all roads within the plant, unless otherwise posted. Dust and 
debris from haul trucks is to be cleaned from plant roads using a sweeper truck. Dust 
suppression is to be used on all ash/gravel haul roads to reduce fugitive dust.  

3.0 GENERAL MAINTENANCE 

3.1 Mowing and Vegetation Removal 

The slopes shall be mowed to reduce the opportunity for tree growth and allow for visual 
inspection and observations.  The slopes shall be mowed to a height of no less than 3-
inches and no more than 12-inches tall with a minimum of three mowings per growing 
season.  If woody growth is detected, it shall be removed. 

3.2 Tree Removal 

At the location of all trees which are greater than two (2) inches in base diameter, 
remove the tree and grub to the bottom of the root system at least twelve inches below 
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grade. Backfill the excavations with a similar slope material and compact with a manual 
tamper. See the General Guidelines for Tree Removal in Section 1104. 

3.3 Fertilize and Reseed Bare Areas 

Prepare all regraded and exposed areas for seeding by disking the surface three (3) 
inches in depth. Apply fertilizer (600 lbs/acre), seed mixture (as directed by facility 
engineer), mulch (1.5 tons/acre), and netting (0.75 inch by 1.0 inch mesh openings) with 
pins to the prepared areas. Other application rates may be requested by the facility 
engineer. The seed mixture utilized depends on the seeding application period and 
location. 

3.4 Erosion Rill and Gully Repair 

The cause of erosion shall be identified before beginning repair.  Causes of erosion 
include poor vegetative cover, breach of a hydraulic structure or ditch, long or steep 
slopes and concentrated flows.  Gullies or rills shall be graded, re-seeded and covered 
with an erosion control blanket.  If the problem is ongoing, then consider shaping the 
gully and forming a ditch lined with riprap.  See the General Guidelines for Rill and Gully 
Erosion Repair in Section 1104. 

3.5 Animal Burrow Repair 

Animal burrows provide a potential location for seepage and piping to occur. In order to 
repair animal burrows, locate burrows, trap animals, and relocate or dispose of animals 
as directed.  the General Guidelines for Animal Burrow Repair in Section 1104. 

3.6 Wave Wash Riprap Protection 

Wave erosion shall be controlled on TVA facilities to maintain the integrity of dams and 
dikes. When present, wave wash erosion typically occurs along interior slopes of dikes 
near pool level. If left unrepaired, erosion can expand, deepen, and can eventually lead 
to interior slope sloughing. General guidelines for repair of wave erosion using riprap are 
provided below. See the General Guidelines for Wave Wash Erosion Repair & Rip-rap 
Protection in Section 1104. 

3.7 Rutting Repair 

Rutting due to maintenance vehicle traffic can commonly occur along dike crests, 
slopes, and other areas at TVA fossil plant facilities. It is typically caused by near-
surface dike crest materials which have become weak over time because of moisture 
infiltration. Repeated passes of maintenance traffic/equipment over weakened materials 
can lead to rutting. The General Guidelines for Rutting Repair is provided in Section 
1104. The attached guide is intended to be applicable for minor to moderate cases of 
rutting, and generally consists of reworking the upper portion of the affected area, 
followed by re-shaping to provide positive surface drainage. Where widespread or 
extensively deep rutting has occurred or is recurring, case-specific engineering 
evaluations may be needed. 
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4.0 INSPECTIONS AND REPORTING 

TVA conducts daily, weekly, quarterly, and annual inspections of the active ash disposal 
areas at JOF. Following these inspections, reports are completed and filed. Any 
deficiencies requiring corrective actions/maintenance are reported and tracked using 
Maximo. A seepage action plan has been developed to track seeps and determine the 
level of repair necessary. Signs have been placed at all known seeps and pipe 
penetrations to aid during inspections. 

4.1 Daily Field Reports 

The daily field reports are used to determine minor deficiencies in operations. These are 
compiled by the contractor into a weekly report. These two reports are described below. 

a. RHO&M Daily Field Report - Contractor 

The purpose of the RHO&M Daily Field Report is to list deficiencies found beyond 
routine maintenance issues such as seeps or boils, freeboard issues, sloughs, or 
spillway issues. Also, daily production and activities conducted shall be tracked. The 
RHO&M Daily Field Repot is included in Section 1105. 

b. Ash Haul Operations Checklist – Field Supervisor 

The Ash Haul Operations Checklist is the responsibility of the field supervisor. When 
not onsite, the field supervisor should delegate a representative of the contractor to 
complete the form. The form is used to rate the effectiveness of various haul route 
requirements. The form is included in Section 1105. 

c. RHO&M Weekly Field Report - Contractor 

The RHO&M Weekly Field Report summarizes the daily activities for the week based 
on the daily field report. The Weekly Field Report is included in Section 1106. 

4.2 Weekly Inspections 

The active ash disposal area shall be inspected weekly by the Field Supervisor. The 
inspection shall be recorded using the Weekly Facility Observation Form included in 
Section 1107. The dikes shall be inspected for cracks, rutting, settlement, erosion, 
sloughs, seepage, vegetation, animal burrows, sinkholes, and other deficiencies. 
Deficiencies noted in previous inspections shall be checked if repairs have not yet been 
implemented. 

4.3 Monthly Inspections 

The active ash disposal area shall be inspected monthly by the Construction Manager. 
The inspection shall be recorded using the Monthly/Quarterly/Special Facility 
Inspection Form included in Section 1108. The dikes shall be inspected for cracks, 
rutting, settlement, erosion, sloughs, seepage, vegetation, animal burrows, sinkholes, 
and other deficiencies. Deficiencies noted in previous inspections shall be checked if 
repairs have not yet been implemented. 
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4.4 Quarterly Inspections 

Quarterly inspections shall be conducted once every three months. The inspection shall 
be recorded using the Monthly/Quarterly/Special Facility Inspection Form included 
as in Section 1108. The quarterly inspection shall be led by the RHOM Program 
Manager. The RHOM team including the construction manager and field supervisor shall 
walk the active ash disposal areas, looking for seeps, sloughs, animal burrows, and any 
other deficiency which could affect the integrity of the facility. All deficiencies shall be 
flagged, surveyed, and photographed. A report shall be compiled with all deficiencies, 
locations, photos, and recommendations for repairs. Areas requiring engineering 
recommendations shall be sent to CCP Engineering or a geotechnical engineer to 
provide recommendations for the repair. 

4.5 Annual Inspection 

Once a year, an annual inspection shall be performed under the ownership of CCP 
Engineering. This shall be performed by a qualified geotechnical engineer. The purpose 
of the annual inspection is to inspect both the active and inactive ash disposal areas for 
structural integrity and make recommendations for any deficiencies noted. Photos shall 
be taken to describe the existing conditions at the time of the inspection, as well as to 
show the deficiencies found.  

4.6 Inspection Deficiencies 

Each potential deficiency encountered as a result of an inspection should be recorded in 
accordance with the CPP RHO&M Work Control procedure (FGDC-SPP-07.007), 
Section 3.2 E. Deficiency Monitoring. Recorded deficiencies should be tracked in the 
Maximo system as “Other” work orders with a work type of “OTH.”  

4.7 Seepage Monitoring 

The Seepage Action Plan for Allen dated June 25, 2010 shall be followed as planned to 
observe, document, and remediate potential seepage areas. The seepage action plan 
shall be routinely implemented and updated at Johnsonville. This requires stockpiles of 
aggregate, sandbags and culvert pipe and updates to the seepage log when evidence of 
seepage is observed. Signs shall be installed at any new seepage areas. 

5.0 PROJECT MANAGEMENT 
 

The following forms are included to assist in project management requirements.  

a. Project Startup Checklist  

The purpose of the project startup checklist is to define the roles and responsibilities of 
the various groups within TVA and to insure that the required tasks are completed during 
the project planning stage. It also includes the required steps to be completed at project 
completion. The project startup checklist is included in Section 1109. 

b. RHO&M Additional Work/ Change Order Form  

The additional work/ change order form shall be used when the scope of work changes 
for the routine handling contractor. The form addresses the reason for the change, who 
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initiated the change, who needs to be notified, and the financial impacts of the change. 
The additional work/ change order form is included in Section 1110. 

c. Environmental Review (NEPA) 

Procedures were developed to provide guidance for compliance with the National 
Environmental Policy Act (NEPA). These procedures for the environmental review of a 
project are included in Section 1111. 

6.0 Work Control Process 

The work control process was developed to provide guidance for implementing a work 
control process that maximizes safety, facility reliability, work productivity, and risk 
assessment and management. The procedures describe the process by which 
maintenance and modification work activities are identified, planned, scheduled, 
monitored, and completed. It describes the work order process using the Maximo 
system. The work control process is included in Section 1112. 

7.0 Clay Dike Restrictions 

The clay dike study report is due September 2, 2011. A summary of the results should 
be discussed here and included in Section 1113. 

8.0 Records 

In accordance with the TVA Master Programmatic Documents, the Maximo database 
shall be used to track all inspection, monitoring, reporting, and maintenance 
recommendations. Final inspection reports and instrumentation data collection and 
analysis will be placed in the TVA BSL. 

 
9.0 Subsections 

Section 1101 – Operations Plan – Trans-Ash 2011 

Section 1104 – General Maintenance Guidelines 

Section 1105 – RHO&M Daily Field Report and Haul Road Inspection 

Section 1106 – RHO&M Weekly Field Report 

Section 1107 – Weekly Facility Observation Form 

Section 1108 – Monthly/Quarterly/Special Facility Inspection Form 

Section 1109 – Project Startup Checklist 

Section 1110 – RHO&M Additional Work/ Change Order Approval Form 

Section 1111 – NEPA Process 

Section 1112 – CCP RHO&M Work Control Procedures 

Section 1113 – Clay Dike Restrictions 



Trans-Ash – 2011 Operations Plan for 

TVA Allen Plant Ash Pond & Structural Fill 
 

Revised – March 10, 2011 

 

 

Objective: 

This plan is intended to provide a clear description of current and planned operations for time 

period described and as necessary to accommodate the recent changes to operating conditions 

as a result of the Process Water Repair Project. The purpose is to provide an effective planning 

tool that ensures a mutually agreed to schedule and methodology while maximizing efficiency 

and mitigating risks associated with ash excavation, hauling and placement operations. 

 

 

Description of Activities through Winter 2011:  

 

During this period, Trans-Ash will continue construction of the Levee across Dredge Cell #1 

(DC1) for the Emergency Process Water Response.  All production ash has temporarily been 

sluiced into the West “Mini” Dredge Cell (WDC) to allow for construction activities on the levee 

and manhole connections.  Trans Ash will continue the following tasks until production can be 

turned over into the existing Rim Ditch Operation in (DC1) after the connections have been 

made to the Manhole: 

 

 Dip production ash up to (7) days per week in efforts to maximize the capture rate.   

 Utilizing dewatered production ash to pad across the (WDC) as a contingency to our 

operating plan described herein.  

 

Description of Activities Spring 2011 through Fall 2011:  

 

Trans Ash has installed a 30” culvert pipe under the proposed temporary sewer line in order to 

maintain and finish the working pad established in 2010.   Trans Ash plans to turn the sluice 

water back into Dredge Cell 1 in order to operate from our existing working pad and to 

maximize the capture rate of the ash.  In order to accommodate the recent modifications to 

Dredge Cell 1, Trans Ash plans to install a culvert pipe through the South end of the new levee 

to ensure equal water pressures from either side.  

 

Production ash will continue to flow into the (DC1) Rim Ditch for dipping and dewatering.   

When the quantity of dewatered ash is sufficient enough to justify hauling, broker trucks will be 

brought in to transport the ash to the beneficial use site for placement per the grading plan. 

Routine Handling operations will continue year round with a hauling period during the months 

of April through November.  When inclement weather has set in, hauling operations will 

temporarily shut down; however, routine operations will continue at the pond on a daily basis 

to include using a portion of the production material to continue padding across (DC1).  Trans 
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Ash will monitor weather conditions and haul dewatered material throughout the winter 

months as permissible. 

 

At the structural fill site, the ash, sand, and soil cover will be placed as indicated on the plans.  

Also, closure operations will continue to provide finished product wherever possible.  This 

includes silt fence maintenance, completion of slope letdowns, ditch grading, grading of fill 

area, clearing and grubbing, sand & soil cover, and seeding of all areas at final grade. 

 

Current Plant Production: 

 

 Plant production = 175,000 CY dewatered ash per year. 

 

Safety Guidelines: 

 

Dike Inspections: 

 Trans Ash to perform daily inspections of pond levees and dikes and perform quarterly 

repairs as needed. 

 

Truck Loading: 

 Watch for cracks in the ash surface.  If tension cracks appear, move the machine at least 

10-feet behind the cracking zone to more stable ground. 

 Do not swing the excavator bucket over the truck cab at any time. 

 Excavator shall maintain a safe slope in order to avoid undercutting the loading machine 

and creating an unstable condition.   

 Keep trucks on the designated proven haul road at all times.  If haul roads start to rut, or 

pump, move truck traffic to a more stable location or stop hauling until the affected 

area can be repaired. 

 When excavating near water, swing with cab away from the water whenever possible.   

 

 

Pond Gloving & Dipping: 

 Pad lift shall be a minimum of 12-inches. 

 Trucks must be kept in stable areas that have been checked by excavator or dozer. 

 If the pond surface begins to pump, stop pond prep operations until the pond heals. 

 Ensure material used for padding is adequately dewatered before placement across the 

pond area.  
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1.0 GENERAL MAINTENANCE GUIDELINES 

1.1 GENERAL GUIDELINES FOR REPAIR OF ANIMAL BURROWS 

1.1.1 IDENTIFICATION 

Animal burrows are relatively common along slopes of dams and dikes.  If left untreated, 
these burrows can result in the creation of seepage paths through the embankment.  
Additionally tunnels may eventually collapse resulting in surface irregularities in the 
embankment.  General guidelines for repair of animal burrows are provided below.  However, 
if the burrow extends more than three (3) feet below the embankment surface or extends 
across a dam, the repair of these features should be evaluated by a geotechnical engineer 
on a case-by-case basis so that appropriate recommendations can be made. 

1.1.2 GUIDELINES FOR BURROW REPAIR 

It is recommended that shallow animal burrows (up to 3 feet) shall be repaired with surface 
treatment methods as follows: 

· Animals shall be captured and removed from the area.  It is recommended that a 
local conservation representative be consulted prior to this action.    

· The animal burrow shall be excavated and cleaned of excess soil along its 
pathway up to a depth of 3 feet.  With this type of repair, an isolated excavated 
area of the embankment is exposed.       

· The excavated area shall be backfilled with compacted cohesive material.            

· If the burrow extends more than three feet into the embankment, a geotechnical 
engineer shall further evaluate the burrow depth and recommend a deep burrow 
treatment method or other exploratory methods.    

· One possible method which may be recommended to treat a deep burrow can 
consist of a special grout (flowable fill) pumping system with a hose inserted into 
the burrow.     

Ultimately, these repairs will not prevent rodents from creating new burrows within dam 
embankments.  Accordingly, continual efforts must be made to discourage rodent activity.  
Mowing of vegetation on the slopes / crest of the embankment and trimming of water-side 
vegetation at regular intervals will tend to discourage rodents from re-establishing burrows 
along the dike and will allow timely observation of new activity if it occurs.   

1.2 GENERAL GUIDELINES FOR REPAIR OF RILL AND GULLY EROSION 

1.2.1 IDENTIFICATION 

Erosion features can commonly occur along dike slopes, dry stack slopes, or other sloped 
surfaces at TVA fossil plant facilities.  Erosion normally appears in the form of rills (shallow 
channels) and gullies (larger and deeper eroded channels) and is formed by concentrated 
flow of storm water runoff, especially on bare slopes or where vegetation is sparse.  If left 
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untreated, the rills and gullies can progress in size and could lead to slope instability or other 
adverse issues.  General guidelines for the repair of rills and gullies are provided below.  The 
following guide is intended to be applicable to minor to moderate cases of rill/gully erosion.  
Where widespread or extensively deep gullies have formed or are recurring, case-specific 
engineering evaluations may be needed. 

1.2.2 GUIDELINES FOR RILL AND GULLY EROSION REPAIR 

Shallow Rills and Gullies: 
 

For cases where shallow rills and gullies are present, repair should consist of the following: 

· Dump and spread clay soil to fill, re-grade, and shape affected areas to conform to 

original ground line.  Tracking and blading material with a dozer should be performed 

until the original ground line is reformed and material is reasonably compacted. 

 

· Repaired areas should be seeded to re-establish vegetative cover.  Erosion control 

blankets should be placed over re-graded areas following seeding.  Materials and 

placement of erosion control blankets should comply with the following specifications, 

depending on the state in which the work is being performed. 

Kentucky Plants –  KYTC Standard Specifications, Sections 212.03.03 E 
and 827.07 

Tennessee Plants –  Vegetation Specifications, Landfill Permit 
Alabama Plants –  ALDOT Standard Specifications, Section 659 
 

Deep Rills and Gullies: 
 

For deep gullies that cannot be repaired as described above, the following filling procedures 
apply: 

· Clean loose soil/debris from bottom and sides of gullies. 

 

· Place and compact clay in 6 inch lifts using small compaction equipment or hand-held 

tampers.  Vibratory plate compactors are not applicable for clay.  Filling should start 

at the toe (or lowest elevation) and progress upslope. 

 

· In some cases, over-excavation may be required to create benches to facilitate 

compaction on level surfaces.  Benching, if required, will likely have to be performed 

by hand methods or using small excavation equipment. 

 

· If several side-by-side deeper gullies are present in an area to be repaired, it may be 

more practical to rework the entire affected area to facilitate use of larger equipment.  

In this case, slight over-excavation of the slope face will be needed so that foundation 

benches can be cut to facilitate compaction on level surfaces.  Filling should start at 

the lowest elevation and progress upslope. 
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· Final filling/shaping to reform the original ground line can be executed by tracking and 

blading with a dozer. 

 

· Repaired areas should be seeded to re-establish vegetative cover.  Erosion control 

blankets should be placed over re-graded areas following seeding.  Materials and 

placement of erosion control blankets should comply with the following specifications, 

depending on the state in which the work is being performed. 

Kentucky Plants –  KYTC Standard Specifications, Sections 212.03.03 E 
and 827.07  

Tennessee Plants –  Vegetation Specifications, Landfill Permit 
Alabama Plants –  ALDOT Standard Specifications, Section 659 

1.3 GENERAL GUIDELINES FOR REPAIR OF RUTTING 

1.3.1 IDENTIFICATION 

Rutting due to maintenance vehicle traffic can commonly occur along dike crests, slopes, 
and other areas at TVA fossil plant facilities.  It is typically caused by near-surface materials 
which have become weak over time because of moisture infiltration.  Repeated passes of 
equipment over weakened materials can lead to rutting.  Maintenance traffic/equipment 
should avoid wet/rutted areas until repairs can be made.  General guidelines for the repair of 
rutting are provided below.  The following guide is intended to be applicable for minor to 
moderate cases of rutting, and generally consists of reworking the upper portion of the 
affected area, followed by re-shaping to provide positive surface drainage.  Where 
widespread or extensively deep rutting has occurred or is recurring, case-specific 
engineering evaluations may be needed. 
 
Guidelines for Rutting and Repair 
 

· Drain any standing water and undercut affected areas to remove rutted and overly 

wet/soft materials.  The undercut depth will be determined by TVA in the field, 

depending on the severity of the rutting. 

· Fill undercut area with clay or bottom ash material and compact in 6 to 8 inch lifts to 

restore original ground line.  Excavated material can be re-used if it is free of organics 

and can be dried to facilitate re-compaction.  Otherwise, borrow material will be 

needed.  For compaction, use hand held jumping jacks or small power equipment. 

· Grade and shape repaired areas to provide positive/improved drainage.  For dike 

crests, grade the area to drain inwardly toward the pond or perimeter ditch, as 

applicable.  Re-grade surrounding areas and/or drainage ditches to improve 

drainage, if possible. 

· Repaired surfaces or dike crests that are to be used as access roads should be 

topped with crushed stone or bottom ash.  The thickness should be equal to that 

which was originally in place prior to the repair, or as judged by TVA to be sufficient 

for the expected amount of vehicle/equipment traffic. 
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· For other repaired areas, place seed and cover with erosion control blanket to re-

establish vegetation.  Materials and placement of erosion control blankets should 

comply with the following specifications, depending on the state in which the work is 

being performed. 

Kentucky Plants –  KYTC Standard Specifications, Sections 212.03.03 E 
and 827.07  

Tennessee Plants –  TDOT Standard Specifications, Section 805 
Alabama Plants –  ALDOT Standard Specifications, Section 659 

1.4 GENERAL GUIDELINES FOR TREE REMOVAL ON SLOPES 

1.4.1 IDENTIFICATION 

Trees and heavy brush growth should be controlled on TVA dams and dikes.  If left in place, 
trees can result in the creation of seepage paths within the embankment.  Allowing 
vegetation to become overgrown restricts the level of inspection that can be performed on 
the structure.  General guidelines for removal of trees and maintenance of vegetation are 
provided below.  Evaluations other than those outlined below shall be made by a 
geotechnical engineer in consultation with facility representatives on a case-by-case basis.  

1.4.2 GUIDELINES FOR TREE REMOVAL AND MAINTENANCE OF VEGETATION 

Tree Removal 

At locations where it is not reasonable to remove trees by a mowing them with a bush hog or 
with similar mowing equipment:  

· All trees shall be cut using a handsaw or chainsaw and the cut tree and 
branches discarded. 

· Remove the remaining tree trunk, stump, and rootwad. 

· Grub any remaining roots of the tree so that only 2 inches or smaller roots are 
left in place.      

· The resulting cavity from removal of the rootwad shall be cleaned of loose soil 
and debris.   

· The cavity shall then be backfilled with cohesive soil and compacted and the 
area seeded to re-establish vegetation.  If the tree has been removed from along 
the upstream or downstream face of a slope, benches shall be cut into the slope 
face where the cavity is to be backfilled.  This will allow for a proper bond 
between the existing dike and the backfill being used to reform the slope.  If 
benches are needed, bench heights shall not exceed 4 to 5 feet in height. 

Maintenance of Vegetation 

· Mowing is recommended at regular intervals to allow for appropriate inspection 
of embankment slopes.    
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· If areas lacking vegetation are observed during mowing and clearing operations 
or subsequent inspections, the areas should be seeded to re-establish 
vegetation as soon as practicable.   

1.5 GENERAL GUIDELINES FOR REPAIR OF WAVE WASH EROSION REPAIR 
AND CONSTRUCTION OF RIPRAP PROTECTION 

1.5.1 IDENTIFICATION 

Wave erosion should be controlled on TVA facilities to maintain the integrity of dams and 
dikes.  When present, wave wash erosion typically occurs along interior slopes of dikes near 
pool level.  If left unrepaired, erosion can expand, deepen, and can eventually lead to interior 
slope sloughing.  General guidelines for repair of wave erosion using riprap are provided 
below. 
 
Guidelines for Wave Wash Erosion Repair and Riprap Protection 
 
The following describes repair of wave wash erosion using riprap protection: 

· Vegetation and loose soil should be removed within the affected slope areas to be 

repaired.  This includes undercutting the slope a minimum of 12 inches to remove 

vegetation and associated roots.  The minimum vertical extent of the vegetation 

removal should extend from one-foot below the pool level upwardly to two feet above 

pool level. 

 

· Place non-woven geotextile fabric along the slope where vegetation and loose soil 

have been removed.  Use fabric meeting or exceeding the following designations, 

depending on the state in which the work is being performed. 

 

Kentucky Plants -  KYTC Type I Geotextile Fabric 

Tennessee Plants -  TDOT Type III Geotextile Fabric 

Alabama Plants - Fabric conforming to Section 608 of ALDOT 

Standard Specifications 

 

· Place riprap over the geotextile fabric.   An excavator should be used to place the 

riprap in layers (starting from the bottom).  Place thickness of riprap to conform to 

original ground line, or as necessary to create a stable slope face.  Use riprap 

meeting the following designations, depending on the state in which the work is being 

performed. 

 

Kentucky Plants -  KYTC Class II Channel Lining 

Tennessee Plants -  TDOT Class A-1 Machined Riprap 

Alabama Plants - ALDOT Class 2 Riprap 

 

· Field adjustments may be necessary as the work progresses, depending on actual 

conditions encountered. 
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1.6 GENERAL GUIDELINES FOR MOWING AND VEGETATION REMOVAL 

Slopes shall be mowed to reduce the opportunity for tree growth and allow for visual 
inspection and observations.  The slopes shall be mowed to a height of no less than 3 inches 
and no more than 12 inches tall with a minimum of three mowings per growing season.  If 
woody growth is detected, it shall be removed.  

1.7 GENERAL GUIDELINES FOR BARE AREA FERTILIZING AND RESEEDING 

Prepare exposed or bare areas for seeding by discing the surface 3 inches in depth.  Apply 
fertilizer (600 lbs./acre), seed mixture (as directed by facility engineer), mulch (1.5 tons/acre), 
and netting (0.75” x 1” mesh openings) with pins to the prepared areas.  Other application 
rates may be requested by the facility engineer.  The seed mixture utilized depends on the 
seeding application period and location.   

 
 
  



 

 

 

 

 

 

 

Doc 17: Instrumentation (Piezometer) Readings 
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Doc 18: Dam Inspection Checklist Form 
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Site Name: Allen Fossil Plant Date: 19 September 2011 

Unit Name: 
East Ash Pond/Dredge 
Cell & East Ash Stilling 

Pond 
Operator's Name: TVA 

Unit I.D.: NID:  TN15801 Hazard Potential Classification: High  Significant 1 Low  

Assessor's Name: Stanley W. Notestine, PE; Frederic C. Tucker, PE 

 

Check the appropriate box below.  Provide comments when appropriate.  If not applicable or not available, record "N/A".  
Any unusual conditions or construction practices that should be noted in the comments section.  For large diked 
embankments, separate checklists may be used for different embankment areas. If separate forms are used, identify 
approximate area that the form applies to in comments.                  
 

 Yes No  Yes No 

1. Frequency of Company's Dam Inspections?  Annually2  18. Sloughing or bulging on slopes?   X 

2. Pool elevation (operator records)?    230’/226’3  19. Major erosion or slope deterioration?   X 

3. Decant inlet elevation (operator records)?  225.5’  20. Decant Pipes: (Emergency Outfall Structure)   

4. Open channel spillway elevation (operator records)?  
N/A 
 

      Is water entering inlet, but not exiting outlet?   X 

5. Lowest dam crest elevation (operator records)?  237’ TBV        Is water exiting outlet, but not entering inlet?   X 

6. If instrumentation is present, are readings recorded 
(operator records)?  

X4        Is water exiting outlet flowing clear?  X  

7. Is the embankment currently under construction?   X 
21. Seepage (specify location, if seepage carries 
fines, and approximate seepage rate below):  

  

8. Foundation preparation (remove vegetation, stumps, 
topsoil in area where embankment fill will be placed)?  

UKN5 
 

     From underdrain?  
N/A 
 

9. Trees growing on embankment? (If so, indicate         
largest diameter below) 

 X      At isolated points on embankment slopes?   X 

10. Cracks or scarps on crest?   X      At natural hillside in the embankment area?  
N/A 
 

11. Is there significant settlement along the crest?   X6      Over widespread areas?   X10 

12. Are decant trashracks clear and in place?  X7       From downstream foundation area?   X 

13. Depressions or sinkholes in tailings surface or whirlpool 
in the pool area?  

 X8      "Boils" beneath stream or ponded water?   X 

14. Clogged spillways, groin or diversion ditches?  X       Around the outside of the decant pipe?   X 

15. Are spillway or ditch linings deteriorated?   X 
22. Surface movements in valley bottom or on 
hillside?  

N/A 
 

16. Are outlets of decant or underdrains blocked?   X9 23. Water against downstream toe?   X11 

17. Cracks or scarps on slopes?   X 
24. Were Photos taken during the dam 
inspection?  

X  

Major adverse changes in these items could cause instability and should be reported for further evaluation.  Adverse conditions noted in these items should 
normally be described (extent, location, volume, etc.) in the space below and on the back of this sheet. 
 
N/A = Not Applicable        UKN = Unknown         TBP = To Be Provided        TBV = To Be Verified 

 

Note #  Comments 

1 
Hazard potential classification was determined by TVA.  The indicated “significant” hazard potential classification 
also is Dewberry’s interpretation, based on EPA criteria shown on page 3. 

2 
TVA engineers conduct annual inspections. The inspections are documented in written reports, which include 
measures, as needed, for maintenance and repair. Plant personnel make observations throughout the year. 
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3 
These are the normal operating water levels in the East Ash Pond (EAP) & East Ash Stilling Pond (EASP) cells, 
respectively. The water level in the EASP historically was maintained at about the same elevation as in the EAP but 
is now maintained 4’ lower than that in the EAP to provide greater stability of the east side perimeter dike.   

4 Piezometers are monitored monthly. 

5 

Construction records are not available. However, test borings made in 2009 did not encounter organic matter, such 
as stumps, decayed vegetation, and other such deleterious material or evidence that would suggest that the 
foundation was not prepared. 

6 

A large puddle of water from recent rainfall was noted on the crest of the south perimeter dike, near the Dredge 
Cell, where there appeared to be a slight depression, possibly due to heavy equipment traffic, and poor drainage 
between railroad tracks on the south side of the crest and a windrow along the upstream (inside) edge of the crest. 

7 Skimmers are in place at the inlets. 

8 TVA reported that an active 30” diameter sanitary sewer line passing north-south under the Dredge Cell part of the 
East Ash Pond developed a hole that allowed ash material into the pipe; a new plastic pipe was installed at a higher 
elevation across most of the Dredge Pond to bypass the defective sewer line, which was abandoned in place.  

9 Outlets are not blocked, but emergency outlets are partly submerged.  There are no underdrains. 

10 No areas of seepage were observed during the site visit. However, along a portion of the outside toe of the east 
perimeter dike seepage has been observed in the past, when the water level in the Stilling Pond was maintained at 
a 4’ higher elevation.  The ends of the seepage area had been marked with signs, but only the north marker was 
seen.  The other one was not observed but may have been obscured by tall weedy vegetation that was present 
along the dike toe. 

11 

No water was observed against the downstream (outside) toe at the time of the site visit. However, it is understood 
that during the wet season (generally winter and early spring) water does rise onto the outside toe along portions of 
the east perimeter dike. 
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Coal Combustion Waste (CCW) 

Impoundment Assessment 

Impoundment NPDES Permit TN0005355 ASSESSOR Stanley W. Notestine, PE; Frederic C. Tucker, PE 

Effective Date 01/01/2008 

Impoundment Name East Ash Pond (EAP)/Dredge Cell & East Ash Stilling Pond (EASP) 

Impoundment Company TVA 

EPA Region 4 

State Agency 

 

(Field Office) Address 

 

Tennessee Department of Environment and Conservation 

Division of Water Pollution Control. 

401 Church street, 6
th

 Floor, L & C Annex 

Nashville, TN 37243-1534 

Name of Impoundment East Ash Pond/Dredge Cell & East Ash Stilling Pond 

(Report each impoundment on a separate form under the same Impoundment NPDES Permit number) 

 

          New       Update     

  Yes No 

Is impoundment currently under construction?   

Is water or ccr currently being pumped into the 

impoundment? 
  

IMPOUNDMENT FUNCTION: 

The impoundment currently serves as a transfer facility.  The impoundment 

receives both fly ash and boiler slag, which are stored temporarily. The fly ash 

is dredged, dewatered, loaded onto haul trucks and transported to a 

structural fill project. Approximately 90 % of the bottom ash/boiler slag is 

reclaimed and sold for beneficial reuse. 

Nearest Downstream Town Name: Memphis, Tennessee 

Distance from the impoundment: 0 miles (within city limits) 

Location: 

Latitude  35 Degrees 04 Minutes 19.1 Seconds N 

Longitude  90 Degrees 08 Minutes 11.4 Seconds W 

State Tennessee County Shelby 

  Yes No 

Does a state agency regulate this impoundment?     

If So Which State Agency? 

 

Tennessee Department of Environment and 

Conservation.  For water quality only. 
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HAZARD POTENTIAL (In the event the impoundment should fail, the following would occur): 

 LESS THAN LOW HAZARD POTENTIAL: Failure or 

misoperation of the dam results in no probable loss of human life or 

economic or environmental losses. 

 

 LOW HAZARD POTENTIAL: Dams assigned the low hazard 

potential classification are those where failure or misoperation results in 

no probable loss of human life and low economic and/or environmental 

losses.  Losses are principally limited to the owner’s property. 

 

 SIGNIFICANT HAZARD POTENTIAL: Dams assigned the 

significant hazard potential classification are those dams where failure 

or misoperation results in no probable loss of human life but can cause 

economic loss, environmental damage, disruption of lifeline facilities, 

or can impact other concerns. Significant hazard potential classification 

dams are often located in predominantly rural or agricultural areas but 

could be located in areas with population and significant infrastructure. 

 

 HIGH HAZARD POTENTIAL: Dams assigned the high hazard 

potential classification are those where failure or misoperation will 

probably cause loss of human life. 

 

DESCRIBE REASONING FOR HAZARD RATING CHOSEN: 

Dike failure would discharge coal combustion residue into Lake McKellar with potentially significant 

environmental consequences and some potential impact on nearby lower-lying shore areas that are within the 

Memphis City Limits.   
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CONFIGURATION: 

 
 

  Cross-Valley     Side-Hill     Diked 

  Incised (form completion optional)    Combination Incised/Diked 

Embankment Height (ft) 20 (max) Embankment Material Earth 

Pond Area (ac)  70 EAP +10 EASP = 80 Liner No 

Current Freeboard (ft) 7 EAP / 11 EASP Liner Permeability N/A 
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TYPE OF OUTLET (Mark all that apply) 

 Open Channel Spillway 

 
Trapezoidal 

 
Triangular 

 
Rectangular 

 
Irregular 

 
depth (ft) 

 
average bottom width (ft) 

 
top width (ft) 

  

 Outlet  

 Four decant structures each consisting of 48” RCP risers with bottom 

discharge through 36” I.D. RCP outlet conduits lined with PVC. Two 

primary conduits pass through the north dike of the Stilling Pond to 

discharge into Lake McKellar, which is connected to the Mississippi River; 

the outlet ends of these conduits are fitted with sluice gates to prevent 

backflow when the Mississippi River floods into Lake McKellar. Two 

secondary (emergency) outlet conduits pass through the east dike of the 

Stilling Pond to discharge into a channel that flows south to Horn Lake 

and are used when the primary conduits cannot be used when the water 

level is too high in Lake McKellar. Flow into the Stilling Pond from the East 

Ash Pond/Dredge Cell is through a rectangular concrete spillway structure 

with an overall width of approximately 25’ and fitted with stop-log gates 

across two bays. Water is allowed to flow only through the right (south) 

12’ wide (TBV) bay for purposes of pH adjustment. 

Material  

 
corrugated metal 

 
welded steel 

 
Concrete (RCP) lined with PVC 
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plastic (hdpe, pvc, etc.) 

 
other (specify):  

      Yes No 

Is water flowing through the 

outlet?  

      

  

  

 

 

Through primary 

conduits only (and 

through rectangular 

concrete spillway in 

divider dike) 

 

 No Outlet  

 
Other Type of Outlet  

      (specify): 

 

 

The Impoundment was Designed 

By 

 

UNK (TVA acquired the plant in 1985) 
 

 Yes No  

Has there ever been a failure at this site?     

If So When?   

If So Please Describe: There has been no failure. There was some damage done to the inside 

slope of the north perimeter dike from dredging operations, but the damage was reported to be 

immediately repaired. 
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 Yes No  

Has there ever been significant seepages 

at this site?  
   

If So When?   

If So Please Describe: There have been no reported significant seepages. The area of seepage 

observed in the past along the outside toe of the east perimeter dike was reported to be an area of 

water saturation of the embankment soil with little or no observable flow. 
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 Yes No 

Has there ever been any measures undertaken to 

monitor/lower Phreatic water table levels based 

on past seepages or breaches  

at this site?  

 

  

If so, which method (e.g., piezometers, gw 

pumping,...)? 

  

Normal operating pool level was 

permanently lowered 4’ in the Stilling 

Pond. 

If So Please Describe: The normal operating pool level was permanently lowered to enhance slope 

stability to acceptable factor of safety. 
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ADDITIONAL INSPECTION QUESTIONS  

Concerning the embankment foundation, was the embankment construction built over wet ash, slag, or 

other unsuitable materials?  If there is no information just note that.   

 No. 

Did the dam assessor meet with, or have documentation from, the design Engineer-of-Record concerning 

the foundation preparation?  

No.   

From the site visit or from photographic documentation, was there evidence of prior releases, failures, 

or patchwork on the dikes?  

There was no indication of prior releases, failures, or patchwork on the dikes. 
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